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Uniform Credit Purchase Program

Renewable Energy Credit Purchase Program



Exhibit 5

Tucson Electric Power Company

Uniform Credit Purchase Program

Renewable Energy Credit Purchase Program

("RECPP")

Definition

2010 2014
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Tucson Electric Power Company ("TEP" or the "Company") is committed to assisting our customers in
developing their own renewable generation resources, through a balanced and supportive renewable
energy distributed generation incentive program. Our goal is to create a program that will provide
incentives for affordable, environmentally sensitive, customer-sited renewable energy generation
systems to supplement TEP customer's energy needs. A properly designed system, matched to a
customer's energy use, will provide a reduction in utility bills through the use of renewable resources.
This program reflects our commitment to reduce the most of developing renewable energy resources.

Solar Electric: Residential Projects Smaller
Commercial Projects Smaller Than 100 kW

PROCESS FOR OBTAINING INCENTIVES

The process for obtaining incentives from TEP involves the flow of information between the applicant
and TEP. The following sections reflect the typical three-step process.

Step 1 - Reservation Request and Assignment of Reservation Status

Applicant Utility

Pu
ea R

Residential Projects and Commercial Projects Smaller Than 100 kW

>

Send confirmation of

Reservation Status

Review Reservation
Request

Program

requirements
met?

Funding

Available?

Yes

Yes

Than 20 kW and

(

No

No

>

> Wait List Status

Notify

Customer

The applicant must first submit the reservation request to TEP.' The reservation request includes
information about the TEP customer on whose property the system will be located, the Solar Electric
system, the calculation of the incentive, and the installer of the system.

| Off-grid projects would submit a different version of the reservation request.
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Review Proof of
Advancement.

sxibSmnirmot
Advancanilni .

Retaln Reserved status

Residential Projects and Commercial Projects Smaller Than 100 kW

•

TEP will review the reservation request to ensure the application conforms to program requirements.
Reservation requests for residential systems and commercial systems smaller than 100 kW are
processed on a first-come, first-reserved basis.
Reservation requests for residential systems and commercial systems smaller than 100 kW will
be reviewed within 30 days of the utility's receipt of the request.

•

•

If the reservation request is approved, TEP will send a confirmation to the applicant. A reservation
request may be denied for two different reasons, each with its own consequences:

The reservation request may be denied because the request is not in compliance with program
requirements. In this case, TEP will send notification to the applicant of the discrepancies and
put the reservation in a "pending" status. The installer will have 14 days to provide the
documentation required.
The reservation request may be denied because it is not in conformance with program
requirements. In this case, TEP will send notice that the request is cancelled.
The reservation request may be denied because funding is not available. In this case, TEP will
send a notification to the applicant that the request will be placed on a waiting list.

•

After reviewing the reservation request, TEP will assign a reservation status.

Step 2 - Proof of Advancement

APPLICANT TEP

Meets Program
Requirements?

NO ,I Cancellatlon \
notification /

YES

Applicants for residential systems and commercial systems smaller than 100 kW must submit proof of
project advancement to TEP within 60 days of the date of reservation confirmation from TEP to retain
the reservation. Applicants for residential systems and commercial systems smaller than 100 kW must
provide copies of city/county inspection permits to TEP as documentation of the proof of project
advancement. If those permits are not available within 60 days of the date of reservation confirmation,
the applicant may also provide these documents in place of the permits:

Signed agreement
Assignment of Payment form

•

•
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Send notice of pending
Cancellatlon

Sulimit rsquut for
e» ¢mson ,

Send confirmation of
Reservatlon Status

If proof of project advancement is not received within the specified timeframe, the applicant will be
notified that the reservation is cancelled. The applicant has the option to reapply for funding after the
reservation has been cancelled. The request will be processed in the same manner as a new project
reservation and will be contingent upon availability of funding at the time the new application is
received.

Conditional Step - Extension / Cancellation

Initial city/county-permit application or actual receipt of final acceptance inspection paperwork
from the city/county.

UTILITY

Residential Projects and Commercial Projects Smaller Than 100 kW

»muirw1u=@na¢ la:»~

APPLICANT

Eva

YES

>(1nf@Tm Url

NO

If all project requirements are not met within 180 days of the date of the reservation confirmation, the
applicant must apply for an extension to remain eligible for the incentive. TEP will trigger this request
for extension with a notice of the pending cancellation 30 days prior to the date of scheduled
cancellation. TEP will grant an extension for up to 90 days following timely receipt of a customer's
request for extension. TEP may approve written extension requests detailing the conditions for delay for
periods beyond 90 days under extenuating circumstances.

If all program requirements have not been met within the reservation timeframe, a reservation request
will be cancelled unless an extension is granted.
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Step 3 - Customer Requests Payment

SendRa¢titt¢aiiiEih of<
systgngfgmpléigiptt

Applicant

Residential Projects and Commercial Projects Smaller Than 100 kW

Receive notification of
system completion

Unliry

Deploy TEP technician
to conduct acceptance

test

System
requirements

met YCS

Pay incentive
within 30 days

No

Notify customer of
deficiencies

Upon project completion, the customer must notify TEP that the system has been placed in service. This
should be done by submitting a copy of the city/county final inspection permit. When TEP receives
notification that the system is complete, TEP will perform an "acceptance test." The acceptance test
requires that a TEP inspector test the system's compliance with the required specifications and its
performance and determine that it is in line with TEP requirements.

If the system meets TEP specifications and performance requirements, TEP will pay the customer the
up-front incentive ("UFI") within 30 days of the acceptance test. If the system fails to meet TEP
specifications and performance requirements, TEP will notify the customer within 5 days of the
acceptance test. The customer will then have 30 days to address the deficiencies and notify TEP that the
system is ready to be retested.

INCENTIVE LEVELS FOR RESIDENTIAL SOLAR
CQMMERCIAL SYSTEMS SMALLER THAN 100 KW

ELECTRIC SYSTEMS AND

Residential Solar Electric systems and non-residential systems smaller than 100 kW are eligible for
UFls. UFIs are those incentives where the customer receives a one-time payment based on the system's
designed capacity.

Table 1 identifies the incentives available for residential Solar Electric systems and non-residential Solar
Electric systems smaller than 100 kw.
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•

•

•

•

•

Notes:
*Indicates that the incentive for that year has not yet been approved by the Arizona Corporation
Commission ("ACC" or the "Commission"). As such, these incentives are tentative and may change
pending Commission approval.

On-Grid Residential customers will receive a UFI up to a cap of 20 Wac. If a residential system is
installed larger than 20 Wac, TEP will only provide an incentive payment for the first 20 Wac.
On-Grid Small commercial customers will receive a UFI up to a cap of 100 Wac. If a small
commercial system is installed larger than 100 Wac, it must apply under the large commercial
program.
Off-Grid customers, residential or commercial, will receive a UFI up to a cap of 4 Wac.
The UFI may not exceed 60% of total System Cost.
The customer must pay at least 15% of the project cost, after other government incentives (e.g., tax
credits) are considered. (See explanation of incentive calculation below.)
Systems may not be eligible to receive RECPP incentives if other utility incentives are applied.
As described later in this document, these incentive levels may be decreased because of sub-optimal
system positioning.

Residential Projects and Commercial Projects Smaller Than 100 kW

Table 1. Up-Front Incentives ($/Watt) for On-Grid Residential Solar Electric Systems and
InGrid Non-Residential Solar Electric Systems Smaller Than 100 kw, and Off-Grid.

Year Residential Off-Grid

2010
2011*
2012*
2013*
2014*

$3_()()/W' DC
$3.00/W DC
$3.00/W DC
$3.00/W DC
$3.00/W DC

Small-
Commercial
$2.50
$2.50
$2.50
$2.50
$2.50

$2.00
$2.00
$2.00
$2.00
$2.00

The incentive amount will be calculated at the time the application is approved for reservation. If
federal or state incentives change during die period of time after the reservation approval, the incentive
amount reserved will not be changed as long as the reservation is not cancelled.

In return for TEP's payment of a UFI, TEP will be given complete and irrevocable ownership of the
RECs until December 31St of the 20"' full calendar year after completion of installation of the system.
Operational life during that time frame must be supported by system warranty or planned maintenance
schedules.

PROJECT FUNDING

Funds will be made available for reservations on a first-come, first-reserved basis, until annual funding
is fully reserved. Reservations which are rejected as a result of insufficient funds will be placed on a
waiting list and offered the opportunity to retain their original reservation date for one additional quarter
without the need to resubmit application documentation. If the incentive level has changed from the
date of the original reservation to the date when the reservation is approved, the new incentive level
shall be applied.
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Residential Projects and Commercial Projects Smaller Than 100 kW

NET METERING

RECPP incentives can be applied to systems designed to serve only the typical load of the customer with
whom the incentive agreement has been established. The assessment of that typical load does not
preclude the periodic production of electricity in excess of the customer's demand. All projects must
comply with ACC net metering mies.

PROJECT REQUIREMENTS AFTER INSTALLATION

After completing the installation of a residential Solar Electric project or commercial Solar Electric
project smaller than 100 kw, the customer must continue to provide information to TEP about the
system's performance.

All customer systems receiving renewable energy self-generation incentives are obligated to include a
STEP-supplied production meter, which will report system production to TEP in accordance with the
regular meter-reading schedule. TEP, at its option, may perform periodic inspection of the system for
operation, metered production, and reporting purposes.

THE FINE PRINT

In addition to the other requirements described in this hand book, there are three other types of program
details of which system owners and installers should be aware:

1. Installer qualifications
2. Customer-installed systems
3. System removal

These are described in further detail below.

Installer Qualifications

All systems receiving incentives under the RECPP must be installed by a qualified installer. The
following requirements must be submitted by the applicant as part of the reservation request. TEP will
verify that the installer meets the following minimum qualifications prior to confirming a reservation
request:

2.

The installer must possess a valid license on file with the Arizona Registrar of Contractors
("AZROC") with a license classification appropriate for the technology being installed.
Alternatively, the installer must identify use of a contractor holding an appropriate license on file
with the AZROC for the technology being installed. A copy of the AZROC license must be
provided as part of the reservation request.
The installer must possess an Arizona business license that is active and in good standing.

Installers may request that the above information be retained on file with TEP, however, under this
option the installer must certify that the information on file remains current with the submission of each
reservation request. Information on file must be renewed yearly.

1.
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Residential Projects and Commercial Projects Smaller Than 100 kW

Installations by Customer (Residential Solar Electric and Wind Only)

Residential customers may self-install Solar Electric systems 10 Wac or smaller providing they adhere
to all applicable codes and standards. The customer-installed systems are eligible for an incentive equal
to 70% of the standard UFI, as otherwise listed in Table 1, above. TEP reserves the right to withdraw
this self-install qualification condition at any time in the future if TEP finds self-installations are not
adhering to the applicable codes and standards or are found to be of poor quality workmanship.

System Removal

If receiving a UFI, neither the Qualifying System nor any components thereof shall be removed from the
premises (by either the applicant or future owners or occupants of the property) until December 31" of
the 20'*' full calendar year following completion of system installation of the renewable energy system,
without express agreement of TEP. If the Qualifying System is removed by any party in violation of
this provision, customer shall immediately reimburse TEP all incentive amounts paid by TEP to
customer or on behalf of customer to an authorized third party.

In addition, if a Qualified System is removed, TEP shall monitor that specific customer site to ensure
that an additional incentive is not provided for any new distributed renewable energy resource system on
that site until the Renewable Energy Credit ("REC") contracted operational life of the original system
has been completed.

ADDITIONAL RESOURCES

The following resources provide information regarding system installation and performance forecasting:

The California Energy Commission's Guide to Buying a Photovoltaic Solar Electric System at
http://energyca. gov/reports/2003-02 l 1 _500-03-0 l4F.PDF

The Arizona Consumers Guide to Buying a Solar Electric System at
www.azsolarcenter.com/design/azguide-1.pdf

1-7
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Residential Projects and Commercial Projects Smaller Than 100 kW

ATTACHMENT A
System Qualifications for Residential Solar Electric Projects and

Commercial Solar Electric Projects Smaller Than 100 Wac

All solar electric generating Customer Systems must meet the following system and installation
requirements to qualify for Tucson Electric Power Company's ("TEP" or the "Company") Renewable
Energy Credit Purchase Program ("RECPP"). Capitalized terms not defined herein shall have the
meanings ascribed to them in the RECPP Agreement.

The following equipment qualifications listed are mandatory requirements which must be met at the
time of project commissioning to receive a RECPP incentive. The installation guidance is intended to
provide consumers with information on installation and operation practices which are most likely to
support achieving the system's designed output. Installation guidance is mandated in order for a project
to receive a RECPP incentive, as it does reflect both industry and TEP concurrence on those practices
which are important for a technology to best achieve the designed output. In the future, additional
installation guidance items may be considered for inclusion as part of the equipment qualifications.

TEP acknowledges that many regulations and site-specific requirements may apply to the installation of
renewable energy technologies. TEP agrees that no requirement imposed by these technology criteria
shall be imposed in conflict with any other governmental requirements. Any RECPP-based
requirement, which is in conflict with a site-specific governmental requirement, shall be detailed in the
reservation request. All qualifying systems must adhere to the following requirements in addition to the
RECPP program requirements :

Equipment Standards

The Customer System components must be certified as meeting the requirements of IEEE-929
Recommended Practice for Utility Interface of Photovoltaic Systems.2

2. The Customer System components must be certified as meeting the requirements of UL-1741 -
Power Conditioning Units for use in Residential Photovoltaic Power and be covered by a non-
prorated manufacturer's warranty of at least two years.

3. Photovoltaic components must be certified by a nationally recognized testing laboratory as meeting
the requirements of UL-1703 - Standard for Flat Plate Photovoltaic Modules and Panels Systems and
be covered by a non-prorated manufacturer's warranty of at least 20 years.

4. The inverter must be certified as meeting the requirements of IEEE-1547 - Recommended Practice
for Utility Interface of Photovoltaic Systems, and it must be UL-1741 certified. Inverters must be
covered by a manufacturer's warranty of at least ten years.

z Some technology-specific criteria reference third party standards. The requirements of those standards are fully applicable
when referenced as part of technology specific criteria. TEP recognizes that new standards are likely to develop in the near
future for technologies included in the RECPP, and recommends that the new standards are examined for application in this
program definition as they become available.
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Residential Projects and Commercial Projects Smaller Than 100 kW

The Customer System design and installation must meet all requirements of the latest edition of the
National Electrical Code, including Article 690 and all grounding, conductor, raceway, over-
current protection, disconnect and labeling requirements.

6. All other electrical components must be UL listed.

7. The Customer System and installation must meet the requirements of all federal, state and local
building codes and have been successfully inspected by the building official having jurisdiction.
Accordingly, the installation must be completed in accordance with the requirements of the latest
edition of National Electrical Code in effect in the jurisdiction where the installation is being
completed (NEC), including, without limitation, Sections 200-6, 210-6, 230-70, 240-3, 250-26,
250-50, 250-122, all of Article 690 pertaining to Solar Photovoltaic Systems, thereof, all as
amended and superseded.

8. The Customer System must meet Company and Arizona Corporation Commission interconnection
requirements for self-generation equipment.
Seehttp://images.edocket.azcc.gov/docketpdf/0000074361.pdf for these requirements.

Installation requirements
I

1. A grid-connected Residential Customer System must have a total solar array nameplate rating of at
least 1,200 watts DC and no more than 20,000 watts AC.

2. The Customer System installation must meet the TEP Service Requirements 2000 Edition, Page
1.20, as follows:

"AN AC DISCONNECT MEANS SHALL BE PROVIDED ON ALL UNGROUNDED AC
CONDUCTORS and SHALL CONSIST OF A LOCKABLE GANG OPERATED
DISCONNECT CLEARLY INDICATING OPEN OR CLOSED. THE SWITCH SHALL
BE VISUALLY INSPECTED TO DETERMINE THAT THE SWITCH IS OPEN. THE
SWITCH SHALL BE CLEARLY LABELED STATING "DG SERVICE DISCONNECT."

3. The utility meter and utility disconnect will be installed in a location readily accessible by TEP
during normal business hours.

4. Products must be installed according to manufacturers' recommendations.

5. The Customer System photovoltaic panels and modules must face within +/- 100 degrees of true
south, and be substantially unshaded from 9 am to 3 pm. System arrays which are facing at an
azimuth angle of more than 20 degrees from true south or shaded for more than one hour per day
will be subject to a reduced amount of buydown payment per Attachment B.

6. The Customer System photovoltaic panels and modules must be fitted at an angle of 0 degrees to 60
degrees from horizontal. System arrays which are fitted with an elevation angle of less than 20
degrees or more than 35 degrees above horizontal will be subject to a reduced amount of buydown
payment per Attachment B.

5.
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Residential Projects and Commercial Projects Smaller Than 100 kW

7. For Residential Customer Systems, Company will provide a meter and meter socket that will be
installed in a readily accessible outdoor location by the Customer between the DC to AC converter
and the connection to the over-current device in the Customer's electric service panel. For Non-
Residential Customer Systems, Company shall provide the meter only, to be installed in a
Customer supplied meter socket to be installed in a readily accessible outdoor location by the
Customer between the DC to AC converter and the connection to the over-current device in the
Customer's electric service panel. Installer must notify TEP of wiring configuration so that TEP
may provide the appropriate 3-phase meter.

8. Total voltage drop on the DC and AC wiring from the furthest PV module to the AC meter will not
exceed 2%.

9. PV panels and DC to AC inverter will be installed with sufficient clearance to allow for proper
ventilation and cooling. At a minimum, manufacturer clearance recommendations will be observed.
PV modules may be mounted less than 4 inches above any surface and an additional inch of
clearance for each foot of continuous array surface area beyond four feet in the direction parallel to
the mounting support surface, only in cases when arrays are flush-mounted to roof pitch. Otherwise,
the four-inch spacing and an additional inch of clearance for each foot of continuous array surface
area minimum is required.

10. Storage Batteries are not allowed as part of the Customer System unless the inverter is a separate
component and TEP can locate the Solar Meter at the inverter's output. If configured otherwise,
battery losses will adversely reflect in the annual AC metered energy output. Customer's solar
energy generation and energy storage system must meet the requirements of 2 and 3 of this
Attachment A.

11. The DC to AC inverter used must provide maximum power point tracking for the full voltage and
current range expected from the photovoltaic panels used and the temperature and solar insulation
conditions expected in Tucson, Arizona.

12. The DC to AC inverter must be capable of adjusting to "sun splash" from all possible combinations
of cloud fringe effects without interruption of electric production.

13. TEP reserves the right to modify standards as technology changes on a case by case basis, pending
independent laboratory analysis, Professional Engineer ("PE") stamp, or TEP engineering analysis.

General Requirements

1. All Customer System installations must be completed in a professional, workmanlike and safe
manner.

2. Installation must have been made after January 1,1997.
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Residential Proj ects and Commercial Projects Smaller Than 100 kW

3. The Customer  must  be connected to the Company's electr ic gr id,  except for  approved off-gr id
systems in conformance with the RECPP.

4. Systems must be permitted and inspected by the jurisdiction having authority over construction
projects in the customer's locale.

5. The project must comply with applicable local, state, and federal regulations.

6. Products must be installed according to manufacturers' recommendations.

7.  Ins ta lla t ions  must  meet  applicable governmenta l s ta tu tes ,  codes ,  ordinances ,  and accepted
engineering and installation practices.

8. All major system components must be new and must not have been previously placed in service in
any other location or for any other application.

9. All renewable electricity generation systems must include a dedicated performance meter (provided
by TEP) which allows for measurement of system energy production. Certain other non-electric
renewable energy production systems will require customer supplied metering for Performance
Based Incentive ("PBI") payment calculation purposes.

10. PV system components shall be properly labeled, including AC & DC disconnects (if present), solar
generation meter, service panel (outside cover), and breakers inside the service panel.

11. The system will in all cases have a material and full labor warranty of at least five years.

Additional Requirements for Off-Grid Systems

1. The minimum Solar Electric array size shall be no less than 600 Wdc. The maximum Solar Electric
array size for customers currently paying into the REST tariff shall not exceed 4,000 Wac. For
customers not currently paying into the REST tariff, systems shall not exceed 2,000 Wac.

2. Off-grid systems will not be metered. Compliance reporting production will be based on an annual
20% capacity factor using nameplate DC rating for capacity.
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Residential Projects and Commercial Projects Smaller Than 100 kW

ATTACHMENT B
SunShare Solar Electric Off-Angle & Shading Annual Energy Debating Chart

SunShare PV Off-Angle & Shading Annual Energy Derating Chart
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Qualifying systems using Building Integrated Photovoltaic (BIPV) modules of total array capacity of 5
kWdc or less shall receive 90% of the UFI incentive value for PV systems listed in Attachment A.
Systems using BIPV modules of total array capacity of greater than 5 kWdc shall be aerated based on
heating unless the applicant can demonstrate optimal performance.
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Tucson Electric Power Company ("TEP" or the "Company") is committed to assisting our customers in
developing their own renewable generation resources, through a balanced and supportive renewable
energy distributed generation incentive program. Our goal is to create a program that will provide
incentives for affordable, environmentally sensitive, customer-sited renewable energy generation
systems to supplement TEP customer's energy needs. A properly designed system, matched to a
customer's energy use, will provide a reduction in utility bills through the use of renewable resources.
This program reflects our commitment to reduce the cost of developing renewable energy resources.

The process for obtaining incentives from TEP involves the flow of information between the applicant
and TEP. The following sections reflect the typical five-step process.

PROCESS FOR OBTAINING INCENTIVES

Step 1 - Reservation Request and Assignment of Reservation Status

Porch

Solar Electric: Non-Residential Projects Larger Than 100 kW
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Non-Residential Projects Larger Than 100 kW
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Send confirmation of
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Program
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Funding
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Review Proof al
Advancement.

sunmts Prof Fri'
Advamicemnw

.

Retain Reserved status

Non-Residential Projects Larger Than 100 kW

The applicant must first submit the reservation request to TEP.3 The reservation request includes
information about the TEP customer on whose property the system will be located, the Solar Electric
system, the calculation of the incentive, and the installer of the system.

•

TEP will review the reservation request within 90 days of receipt of the request to ensure the application
conforms to program requirements.

Reservation requests for non-residential systems larger than 100 kW are assigned a rank based
on the lowest expected life cycle credit purchase cost and likelihood of construction.
In the event of a tie in the ranking, when the program would be fully subscribed if both projects
were given reservation status, funds will be awarded based on the date of receipt of the
completed reservation request.

•

•

If the reservation request is approved, TEP will send a confirmation to the applicant. A reservation
request may be denied for two different reasons, each with its own consequences:

The reservation request may be denied because it is not in conformance with program
requirements. In this case, TEP will send notice that the request is cancelled.
The reservation request may be denied because funding is not available. In this case, TEP will
send a notification to the applicant that the request will be placed on a waiting list.

•

After reviewing the reservation request, TEP will assign a reservation status.

Step 2 - Proof of Advancement

APPLICANT TEP

Meets Program
Requirements? »NO Cancellation \

notification /

YES

Applicants for non-residential systems larger than 100 kW must submit proof of project advancement to
TEP within 120 days of the date of reservation confirmation from TEP to retain the reservation. The
Proof of Project Advancement documentation for a non-residential project larger than 100 kW may
include the following:

3 Applicants with off-grid projects would submit a different version of the reservation request.
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Non-Residential Projects Larger Than 100 kW

A project agreement (between customer and installer),
An executed installation agreement including all project participants;
Building and/or construction permits and/or a full set of design development or construction
drawings (80% or more complete),
An executed interconnection agreement (if applicable); and
A letter from customer committing to utility-accepted in-service date.

If proof of project advancement is not received within the specified timeframe, the customer will be
notified that the reservation is cancelled. An appropriate written request for an extension may be
requested if circumstances require. The applicant has the option to reapply for funding after the
reservation has been cancelled. The request will be processed in the same manner as a new project
reservation and will be contingent upon availability of funding at the time the new application is
received.

Step 3 - Interconnection Inspection (for Grid-Tied Qualifying Systems with capacity larger than
100 kw)

NON-RESIDENTIAL APPLICANT TEP

Pau Inspection? NO > Ddlclency
( notification l

/

YES

Retain Resarvsd status

Non-residential grid-tied qualifying systems of electrical generating capacity larger than 100 kW must
submit to and pass an interconnection inspection before the system can be commissioned. TEP conducts
the interconnection inspection and will notify the applicant of the results of the inspection. If the system
passes the interconnection inspection, the application retains the reservation. The applicant can keep the
reservation even if the system fails the initial interconnection inspection, as long as the deficiency is
remedied within 120 days from the date of the reservation confirmation, as described in Step 2.
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Step 4 - System Commissioning For Non-Residential Systems Larger Than 100 kW

Applicant

s

Non-Residential Projects Larger Than 100 kW

»---8»

Sys to m Pa secs

Review Commissioning

Package

Issue Incentive Payment

Install meter at
customer site

Program
requirements

met?

Conduct

Performance

Inspection

Yes

Utility

\ a

4

System Fails

No

Deficiency
Notification

After the Non-Residential system larger than 100 kW has been commissioned, the applicant must submit
a commissioning package to TEP. TEP will review the commissioning package and confirm that all
program requirements have been met, including passing the interconnection inspection.

After receiving the commissioning package, TEP will dispatch a TEP representative to install the meter
at the system site. The meter will be certified according to the TEP standards. The customer must
provide access to the site during normal business hours so that the TEP representative can install the
meter.

In addition, TEP may, at its discretion, perform a conformance inspection of the system. TEP will
notify the applicant of the scheduled conformance inspection and the applicant must make the system
available for inspection. In most cases in which a corNormance inspection is conducted, an incentive
payment may not be issued until after a qualifying system has passed the conformance inspection.
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Send notice of pending
Cancellation

Recelvo notice of pending.
Cancellation

Send contlrmatlon of
Reservation Status

Submit raquut fan
Extenlknl'

Conditional Step - Extension / Cancellation

UTILITY

Non-Residential Projects Larger Than 100 kW

Install wlln RoiorvatlWu
Timeframe?

APPLICANT

YES

>

NO

If all project requirements are not met within 365 days of the date of the reservation confirmation, the
applicant must apply for an extension to remain eligible for the incentive. TEP will trigger this request
for extension with a notice of the pending cancellation 60 days prior to the date of scheduled
cancellation. TEP will grant an extension for up to 90 days following timely receipt of a customer's
request for extension. TEP may approve written extension requests detailing the conditions for delay for
periods beyond 90 days under extenuating circumstances, or for systems larger than 1 MW.

I f all program requirements have not been met within the reservation timeframe, a reservation request
will be cancelled unless an extension is granted.

Step 5 - Incentive Payment is Disbursed

Non-residential Solar Electric systems larger than 100 kW are eligible for a performance-based
incentive (PBI). All PBI Project Agreements will include the following terms:

2.

3.

1. A project agreement between the applicant(s) and TEP that details the assignment of energy and
RECs, and the assignment of payment must be completed before payments can be disbursed.
At a minimum, quarterly meter reads will be performed by TEP and quarterly payments will be
made to the assigned payee within 30 days of the meter reading based on quarterly kph
production. If the payment due is less than $25.00, it will be held for the next payment period.
PBI payments will begin with the first quarterly production following receipt of the completed
system commissioning package and conformance inspection, if required, and continue for the life
of the agreement term. As part of this provision, it is understood that systems commissioned
mid-quarter will receive payment only for the production of that partial quarter.

TEP's payment of a PBI will assure TEP complete and irrevocable ownership of the REC for the full
duration of the PBI agreement. The agreement duration must fully coincide with the PBI payment
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• cap for non-residential systems other than annual program ding

•

•

•

Notes:
*Indicates that the incentive for that year has not yet been approved by the Arizona Corporation
Commission ("ACC" or the "Commission"). As such, these incentives are tentative and may change
pending Commission approval.

There is no incentive
considerations.
A PBI cannot exceed 60% of the real project costs, defined as the undiscounted total system cost
plus acceptable financing charges. Acceptable finance charges are finance charges used for the PBI
incentive cap calculation and cannot exceed the current prime interest rate plus 5%. Financing
charges must be disclosed as part of the commissioning package, if not disclosed before.
The customer must pay at least 15% of the project cost (as defined above), after other government
incentives (e.g., tax credits) are considered. (See explanation of incentive calculation below.)
Svstems may not be eligible to receive RECPP incentives if other utility incentives are applied.

Non-Residential Projects Larger Than 100 kW

schedule and the system must be supported by system warranty or planned maintenance schedules for
the term of the agreement.

INCENTIVE LEVELS FOR NON-RESIDENTIAL SOLAR ELECTRIC SYSTEMS LARGER
THAN 100 KW

Non-residential Solar Electric systems larger than 100 kW are eligible for performance-based incentives
("PBIs"). The PBI allows the customer to collect incentive payments in direct relation to the actual
system production. Table 2 identifies the incentives available for non-residential Solar Electric systems
larger than 100 kw.

In all cases, incentive values listed in Table 2 are maximum values. PBls are awarded dirough a bid
process, which is discussed later in this section. Applicants are encouraged to submit bids requesting
incentive amounts less than the maximums listed. Bids requesting a lower level of incentive payment
than the maximum will have an increased chance of acceptance in the allocation ranking process.

Table 2. Maximum Performance-Based Incentives for Non-Residential Projects Larger Than 100
kW

Year
2010
2011*
2012*
2013*
2014*

Maximum Incentive Levels for Specified REC Agreements of Specified Duration
10-year 15-year 20-year
0.182 0.168 0.162
0.182 0.168 0.162
0.182 0.168 0.162
0.182 0.168 0.162
0.182 0.168 0.162

The incentive amount will be calculated at the time the application is approved for reservation. If
federal or state incentives change during the period of time after the reservation approval, the incentive
amount reserved will not be changed as long as the reservation is not cancelled.

TEP's payment of a PBI will assure TEP complete and irrevocable ownership of the REC for the full
duration of the PBI agreement. The agreement duration must fully coincide with the PBI payment
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Non-Residential Projects Larger Than 100 kW

schedule and the system must be supported by system warranty or planned maintenance schedules for
the term of the agreement.

PRDJECT FUNDING

Non-residential funds will be committed as bids are accepted, funds will not be placed in reserve for
later in the year. As a result, the budget may be committed before the end of the year. Ftmds will be
made available to projects based on a ranking generated by lowest expected life cycle credit purchase
cost, as provided in the application and verified by TEP, as well as likelihood of construction. Projects
submitted to the utility for reservation will be ranked based on a calculated index value for purposes of
allocating non-residential ds as proposed in the application and verified by TEP. Lowest lifecycle
cost projects will be funded first. Indexing of the non-residential projects will be performed based on
the verified incentive values and duration of the proposed agreement in the application for that project.
In addition, the bid evaluator assesses the likelihood that the project will be completed. Projects with
higher incentive payments result in a higher expected life cycle credit purchase cost and projects that
produce more kph result in a lower expected life cycle credit purchase cost. In the event of a tie in the
ranking, when the program would be fully subscribed if both projects were given reservation status,
funds will be awarded based on the date of receipt of the completed reservation request.

Reservation requests will reviewed by the utility on a monthly basis. Once reservation requests are fully
ranked each month, notification of reservation approvals and rejections will be made in conformance
with the rankings and available funding.

Reservations which are rejected as a result of insufficient program funds may elect to carry forward into
the next period and retain the original reservation date. The election must be made at the time of the
original application.

NET METERING

RECPP incentives can be applied to systems designed to serve only the typical load of the customer with
whom the incentive agreement has been established. The assessment of that typical load does not
preclude the periodic production of electricity in excess of the customer's demand. All projects must
comply with ACC net metering rules.

PROJECT REQUIREMENTS AFTER INSTALLATION

All customer systems receiving renewable energy self-generation incentives are obligated to include a
STEP-supplied production meter, which will report system production to TEP in accordance with the
regular meter-reading schedule. TEP, at its option, may perform periodic inspection of the system for
operation, metered production, and reporting purposes.
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Non-Residential Projects Larger Than 100 kW

THE FINE PRINT

In addition to the other requirements described in this hand book, there are two other types of program
details of which system owners and installers should be aware:

1. Installer qualifications
2. System removal

These are described in Eurther detail below.

Installer Qualifications

All systems receiving incentives under the RECPP must be installed by a qualified installer. The
following requirements must be submitted by the applicant as part of the reservation request. TEP will
verify that the installer meets the following minimum qualifications prior to confirming a reservation
request:

1. The installer must possess a valid license on file with the Arizona Registrar of Contractors
("AZROC") with a license classification appropriate for the technology being installed.
Alternatively, the installer must identify use of a contractor holding an appropriate license on file
with the AZROC for the technology being installed. A copy of the AZROC license must be
provided as part of the reservation request.

2. The installer must possess an Arizona business license that is active and in good standing.

Installers may request that the above information be retained on file with TEP, however, under this
option the installer must certify that the information on file remains current with the submission of each
reservation request. Information on file must be renewed yearly.

System Removal

If receiving a PBI, the Qualifying System or any components thereof shall not be removed from the
premises tuition the last day of the final month of the final full calendar year of the applicable incentive
payment term in the Agreement following completion of system installation of the renewable energy
system, widiout express agreement from TEP. If the Qualifying System is removed in violation of this
provision, customer shall immediately reimburse TEP all incentive amounts paid by TEP to customer or
on behalf of customer to an authorized third party.

In addition, if a Qualified System is removed, TEP shall monitor that specific customer site to ensure
that an additional incentive is not provided for any new distributed renewable energy resource system on
that site until the REC contracted operational life of the original system has been completed.

TEP shall attempt to monitor the number of missing or non-working distributed generation systems and
shall summarize its observations in its annual Compliance Report.
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Non-Residential Projects Larger Than 100 kW

ATTACHMENT A
Qualifications for Non-Residential Solar Electric Systems Larger Than 100 Wac

All solar electric generating Customer Systems must meet the following system and installation
requirements at the time of project commissioning to qualify for Tucson Electric Power Company's
("TEP" or the "Company") Renewable Energy Credit Purchase Program ("RECPP"). Capitalized terms
not defined herein shall have the meanings ascribed to them in the RECPP Agreement.

The following equipment qualifications listed are mandatory requirements which must be met at the
time of project commissioning to receive a RECPP incentive. The installation guidance is intended to
provide consumers with information on installation and operation practices which are most likely to
support achieving the system's designed output. Installation guidance is mandated in order for a project
to receive a RECPP incentive, as it does reflect both industry and TEP concurrence on those practices
which are important for a technology to best achieve the designed output. In the future, additional
installation guidance items may be considered for inclusion as part of the equipment qualifications.

TEP acknowledges that many regulations and site-specific requirements may apply to the installation of
renewable energy technologies. TEP agrees that no requirement imposed by these technology criteria
shall be imposed in conflict with any other governmental requirements. Any RECPP-based requirement
which is in conflict with a site-specific governmental requirement shall be detailed in the reservation
request. All qualifying systems must adhere to the following requirements in addition to the RECPP
program requirements :

Equipment Standards

1. The Customer System components must be certified as meeting the requirements of IEEE-929
Recommended Practice for Utility Interface of Photovoltaic Systems.4

2. The Customer System components must be certified as meeting the requirements of UL-1741 -
Power Conditioning Units for use in Residential Photovoltaic Power and be covered by a non-
prorated manufacturer's warranty of at least two years.

Photovoltaic components must be certified by a nationally-recognized testing laboratory as meeting
the requirements of UL-1703 - Standard for Flat Plate Photovoltaic Modules and Panels Systems,
they must also be covered by a non-prorated manufacturer's warranty of at least 20 years.

4. The Customer System design and installation must meet all requirements of the latest edition of the
National Electrical Code, including Article 690 and all grounding, conductor, raceway, over-
current protection, disconnect and labeling requirements .

4 Some technology-specific criteria reference third party standards. The requirements of those standards are fully applicable
when referenced as part of technology specific criteria. TEP recognizes that new standards are likely to develop in the near
future for technologies included in the RECPP and recommends that the new standards are examined for application in this
program definition as they become available.
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Non-Residential Projects Larger Than 100 kW

5. The inverter must be certified as meeting the requirements of IEEE-1547 - Recommended Practice
for Utility Interface of Photovoltaic Systems and it must be UL-1741 certified. Inverters must be
covered by a manufacturer's warranty of at least ten years.

6. All other electrical components must be UL listed.

7. The Customer System and installation must meet the requirements of all federal, state and local
building codes and have been successfully inspected by the building official having jurisdiction.
Accordingly, the installation must be completed in accordance with the requirements of the latest
edition of National Electrical Code in effect in the jurisdiction where the installation is being
completed (NEC), including, without limitation, Sections 200-6, 210-6, 230-70, 240-3, 250-26,
250-50, 250-122, all of Article 690 pertaining to Solar Photovoltaic Systems, thereof, all as
amended and superseded.

8. The Customer System must meet Company and Arizona Corporation Commission interconnection
requirements for self-generation equipment.
See http://imagesedocket.azcc.gov/docketpdf/000007436Lpdf for these requirements.

Installation requirements

1. Any Non-Residential Customer System must have a total solar array nameplate rating of more than
1,200 watts DC.

2. The Customer System installation must meet the TEP Service Requirements 2000 Edition, Page
1.20, as follows:

"AN AC DISCONNECT MEANS SHALL BE PROVIDED ON ALL UNGROUNDED AC
CONDUCTORS and SHALL CONSIST OF A LOCKABLE GANG OPERATED
DISCONNECT CLEARLY INDICATING OPEN OR CLOSED. THE SWITCH SHALL
BE VISUALLY INSPECTED TO DETERMINE THAT THE SWITCH IS OPEN. THE
SWITCH SHALL BE CLEARLY LABELED STATING "DG SERVICE DISCONNECT."

3. The utility meter and utility disconnect will be installed in a location readily accessible by TEP
dining normal business hours.

4. Products must be installed according to manufacturers' recommendations.

5. For Non-Residential Customer Systems, Company shall provide the meter only, to be installed in a
Customer supplied meter socket to be installed in a readily accessible outdoor location by the
Customer between the DC to AC converter and the connection to the over-current device in the
Customer's electric service panel.

6. Total voltage drop on the DC and AC wiring from the furthest PV module to the AC meter will not
exceed 2%.

2-10
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Non-Residential Projects Larger Than 100 kW

7. PV panels and DC to AC inverter will be installed with sufficient clearance to allow for proper
ventilation and cooling. At a minimum, manufacturer clearance recommendations will be observed.
PV modules may be mounted less than 4 inches above any surface and an additional inch of
clearance for each foot of continuous array surface area beyond four feet in the direction parallel to
the mounting support surface only in cases when arrays are flush-mounted to roof pitch. Otherwise,
the four-inch spacing arid an additional inch of clearance for each foot of continuous array surface
area minimum is required.

8. Storage Batteries are not allowed as part of the Customer System unless the inverter is a separate
component and TEP can locate the Solar Meter at the inverter's output. If coMigured otherwise,
battery losses will adversely reflect in the annual AC metered energy output. Customer's solar
energy generation and energy storage system must meet the requirements of 1 and 2 Linder
"Equipment Standards" of this Attachment A.

9. The DC to AC inverter used must provide maximum power point tracking for the full voltage and
cLub°rent range expected from the photovoltaic panels used and the temperature and solar insulation
conditions expected in Tucson, Arizona.

10. The DC to AC inverter must be capable of adjusting to "sun splash" from all possible combinations
of cloud fringe effects without interruption of electric production.

General Requirements

1. All Customer System installations must be completed in a professional, workmanlike and safe
manner.

2. Installation must have been made after January 1,1997.

3. The Customer must be connected to the Company's electric grid, except for approved off-grid
systems in conformance with the RECPP.

4. Systems must be permitted and inspected by the jurisdiction having authority over construction
projects in the customer's locale.

5. All major system components must be new and must not have been previously placed in service in
ally other location or for any other application.

6. The project must comply with applicable local, state, and federal regulations.

7. Products must be installed according to manufacturers' recommendations.

8. Installations must meet applicable governmental statutes, codes, ordinances, and accepted
engineering and installation practices.

All renewable electricity generation systems must include a dedicated performance meter (provided
by TEP) which allows for measurement of system energy production. Certain other non-electric

11
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Non-Residential Projects Larger Than 100 kW

renewable energy production systems, noted below, will require customer supplied metering for PBI
payment calculation ptuposes.

10. PV system components shall be properly labeled, including AC & DC disconnects (if present), solar
generation meter, service panel (outside cover), and breakers inside the service panel.

11. If the qualifying system is grid-tied, the system must meet Arizona Corporation Commission
Interconnection Requirements for Self-Generation Equipment.
See http://imagesedocket.azcc.gov/docketpdf/0000074361.pdf for these requirements.

12. The system will in all cases have a material and full labor warranty of at least five years.

Requirements Specific to Non-Residential PV Systems Larger Than 100 kW

1. The Non-Residential
produced an AC output at least 70% of the total array nameplate DC rating at PTC .

Customer System shall be operating, substantially complete and have
5

2. Operation, Maintenance and Repair. The Customer shall be solely responsible for the operation,
maintenance and repair of the Non-Residential Customer System and any and all costs and
expenses associated therewith. Company will notify Customer of all Non-Residential Customer
System repairs the Company determines are reasonably necessary to support proper continued
electrical production of the Non-Residential Customer System. The Customer will notify the
Company within five (5) business days of its receipt of any such Company repair notice if the
repair requires the installation of a new inverter and/or PV module. The Customer shall
complete any such repair that affects the Non-Residential Customer System performance and
does not require the purchase of a new inverter or PV module(s) within five (5) business days of
the Company's notice of the need for such repair. For any such repair that does require the
purchase and installation of a new inverter and/or PV module, the Customer shall promptly
commence and diligently pursue such repair to completion, provided, in no event shall such
repair take more than thirty (30) days to complete. At all times while Company is receiving the
environmental credits from the Non-Residential Customer System, Customer shall clean all PV
modules in the Non-Residential Customer System as necessary to keep them free from foreign
material that would visibly obscure the modules, including any dirt and/or oils.

3. Non-Residential Customer System Security. At all times during and after installation of the
Non-Residential Customer System, the Customer shall use commercially reasonable efforts to
provide adequate security to prevent damage or vandalism to the Non-Residential Customer
System.

4. Company shall provide Customer with a revenue grade AC meter to be installed between the
Non-Residential Customer System and the grid interconnection. This meter will not be used for

5 PTC stands for "PVUSA Test Conditions." These standards are also referenced by the California Energy Commission. PTC
conditions are based upon 1,000 W/m2 solar irradiance, 20 degrees Celcius ambient temperature, and 1 m/s wind speed.
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Non-Residential Projects Larger Than 100 kW

billing, but shall be used for any official Non-Residential Customer System production output
data. Company will retain ownership of the meter and be responsible for its repair if needed.

5. Customer shall provide Company with all documentation reasonably requested by Company to
demonstrate to the Commission that any environmental credits transferred under the Agreement
were derived from an eligible technology, that the kph generated are accurately reported and
that the environmental credits have not expired or been used by any other entity for any purpose.

6. If certified proof cannot be provided of complete galvanic isolation of any and all DC from the
AC output of the inverter(s) used in the Non-Residential Customer System through IEEE-1547
certification of the inverter, the Non-Residential Customer System shall include an isolation
transformer installed between the inverter(s) and the grid interconnection. The transformer will
be rated at full load continuous operation at 50 degrees C. at 125% of nameplate DC array rating
and have an efficiency rating at nameplate DC array rating power of at least 98% as tested. The
transformer will have at least one tap each of 2.5% and 5% both above and below the nominal
voltage tap.

Additional Requirements for Off-Grid Systems

1. The minimum Solar Electric array size shall be no less than 600 Wdc. For customers currently
paying into the REST tariff the maximum Solar Electric array size shall not exceed 4,000 Wac.
For customers currently not paying into the REST tariff, the maximum Solar Electric array size
shall not exceed 2,000 Wac.

2. Off-grid systems will not be metered. Compliance reporting production will be based on an
annual 20% capacity factor using nameplate DC rating for capacity.
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Tucson Electric Power Company ("TEP" or the "Company") is committed to assisting our customers in
developing their own renewable generation resources, through a balanced and supportive renewable
energy distributed generation incentive program. Om' goal is to create a program that will provide
incentives for affordable, environmentally sensitive, customer-sited renewable energy generation
systems to supplement TEP customer's energy needs. A properly designed system, matched to a
customer's energy use, will provide a reduction in utility bills through the use of renewable resources.
This program reflects our commitment to reduce the cost of developing renewable energy resources.

PROCESS FOR OBTAINING INCENTIVES

The process for obtaining incentives from TEP involves the flow of information between the applicant
and TEP. The following sections reflect the typical three-step process.

Step 1 - Reservation Request and Assignment of Reservation Status

R4;i¥1l*¢¥=*llI*i€4 an
... "==;":* Tri ,*¢_ gr. R

The applicant must first submit the reservation request to TEP. The reservation request includes
information about the TEP customer on whose property the system will be located, the system, the
calculation of the incentive, and the installer of the system.

Residential and Small Commercial
Solar Water Heating and Space Heating Smaller than 35,000 kph

Equivalent Annual Production per Year

so
Riktitiesti

W in

Applica rt

n

Solar Water Heating and Space Heating: Residential and Small Commercial

24

'iv

Send confirmation of
Reservation Status

Review Reservation
Request

Program
requirements

met?

Funding
Available?

Ye s

Yes

utility

No

No
Wait List Status

Notify
Customer

TEP will review the reservation request to ensure the application conforms to program requirements.
Reservation requests for residential systems and small commercial systems with output smaller
than a 35,000 kph equivalent are processed on a first-come, first-reserved basis.

•

231
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Revsw Proof of
Advancement.

Retain Reserved status

Solar Water Heating and Space Heating: Residential and Small Commercial

Reservation requests for residential systems and commercial systems with output smaller than a
35,000 kph equivalent will be reviewed within 30 days of the utility's receipt of the request.

If the reservation request is approved, TEP will send a confirmation to the applicant. A reservation
request may be denied for two different reasons, each with its own consequences:

The reservation request may be denied because it  is not in coMormance with program
requirements. In this case, TEP will send notice that the request is cancelled.
The reservation request may be denied because funding is not available. In this case, TEP will
send a notification to the applicant that the request will be placed on a waiting list.

•

After reviewing the reservation request, TEP will assign a reservation status.

Step 2 - Proof of Advancement

APPLICANT TEP

Me¢IS Program
Requirements?

NO Cancellation 'I
notification /

YES

Applicants for residential systems and commercial systems with annual output smaller than a 35,000
kph equivalent must submit proof of project advancement to TEP within 60 days of the date of
reservation confirmation from TEP to retain the reservation. Applicants for residential systems and
commercial systems with output smaller than a 35,000 kph equivalent must provide copies of
city/county inspection permits to TEP as documentation of the proof of project advancement. If those
permits are not available within 60 days of the date of reservation confirmation, the applicant may also
provide these documents in place of the permits:

•

•

•

Signed agreement
Assignment of Payment form
Initial city/county permit application or actual receipt of final acceptance inspection paperwork
from the city/county.

If proof of project advancement is not received within the specified timeframe, the applicant will be
notified that the reservation is cancelled. The applicant has the option to reapply for funding after the
reservation has been cancelled. The request will be processed in the same manner as a new project
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Solar Water Heating andSpace Heating: Residentialand Small Commercial

reservation and will be contingent upon availability of funding at the time the new application is
received.

Conditional Step - Extension / Cancellation

UTILITY APPLICANT

YES

install wlln Rbiorvatlcn
Tlmcftamw *\ lniara ram

NO

If all project requirements are not met within 180 days of the date of the reservation confirmation, the
applicant must apply for an extension to remain eligible for the incentive. TEP will trigger this request
for extension with a notice of the pending cancellation 30 days prior to the date of scheduled
cancellation. TEP will grant an extension for up to 90 days following timely receipt of a customer's
request for extension. TEP may approve writtenextensionrequests detailing the conditions for delay for
periods beyond 90 days under extenuating circumstances.

If all programrequirements have not been met within the reservation timeframe, a reservation request
will be cancelledunless an extension is granted.
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Step 3 - Customer Requests Payment

systole

Applicant

in

Solar Water Heating and Space Heating: Residential and Small Commercial

>
Receive notification of

system completion

Utility

Deploy TEP technician
to conduct acceptance

test

- r»

System
requirements

met yes

Pay incentive
within 30 days

No

Notify customer of
deficiencies

Upon project completion, the customer must notify TEP that the system has beenplaced in service. This
should be done by submitting a copy of the city/county final inspection permit. When TEP receives
notification that the system is complete, TEP will perform an "acceptance test." The acceptance test
requires that a TEP inspector test the system's compliance with the required specifications and its
performance and determine that it is in line withTEP requirements.

If the system meets TEP specifications and performance requirements, TEP will pay the customer the
UFI within 30 days of the acceptance test. If the system fails to meet TEP specifications and
performance requirements, TEP will notify the customer within 5 days of the acceptance test. The
customer will then have 30 days to address the deficiencies and notify TEP that the system is ready to be
retested.

INCENTIVE LEVELS FOR RESIDENTIAL AND SMALL COMMERCIAL SOLAR WATER
HEATING AND SPACE HEATING SYSTEMS

Solar water heating and space heating in residential and small commercial applications are eligible for
up-front incentives ("UFIs"). UFIs are those incentives where the customer receives a one-time
payment based on the system's designed capacity. Table 3 identifies the incentives available for
residential and small commercial solar waterheating and space heating systems.

3-4
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Year Residential Incentive Level** Small Commercial Incentive Level**
2010 $750 plus $0.25/kWh (max $1,750) $750 plus $0.50/kWh (max $17,500)

2011* $750 plus $0.25/kWh (max $1,750) $750 plus $0.50/kWh (max $17,500)

2012* $750 plus $0.25/kwh (max $1,750) $750 plus $0.50/kWh (max $17,500)

2013* $750 plus $0.25/kWh (max $1,750) $750 plus $0.50/kWh (max $17,500)

2014* $750 plus $0.25/kWh (max $1,750) $750 plus $0.50/kWh (max $17,500)

Solar Water Heating and Space Heating: Residential and Small Commercial

Table 3. Incentives for Residential and Small Commercial Solar Water Heating and Space
Heating

•

•

•

Notes:
*Indicates that  the incentive for  that  year  has not  yet  been approved by the Arizona Corporation
Commission ("ACC" or die "Commission").  As such, these incentives are tentative and may change
pending ACC approval.
**Indicates estimated annual kph production in first year.
# Energy savings rating is based on the SRCC OG-300 published rating or the TEP-RECPP Space
Heating Calculator. Rate applies to forecast/measured first year energy savings only.

Small commercial customers will receive a UFI up to a collector system size with output smaller
than a 35,000 kph equivalent. If a small commercial system is installed beyond that threshold, it
must apply under the large commercial program.
The UFI may not exceed 60% of total System Cost.
The customer must pay at least 15% of the project cost, after other government incentives (e.g., tax
credits) are considered. (See explanation of incentive calculation below.)

• Systems may not be eligible to receive RECPP incentives if other utility incentives are applied.
• TEP has adopted a standardized calculation method to support solar space heating system sizing and

incentive payment. The display page of the spreadsheet calculation is presented in Attachment B.
The bid evaluator reserves the right to award incentives to solar thermal projects other than those
that meet the specifications outlined in Attachment A. In these cases, the system output must be less
than or equivalent to 35,000 kph per year. Incentives in these cases will be determined by the bid
evaluator. C:\Users\jpater\AppData\Roarning\Microsoft\Word\Insert link here

•

The incentive amount will be calculated at the time the application is approved for reservation. If
federal or state incentives change during the period of time after the reservation approval, the incentive
amount reserved will not be changed as long as the reservation is not cancelled.

In return for TEP's payment of a UFI, TEP will be given complete and irrevocable ownership of the
RECs until December 31" of the 20"' full calendar year after completion of installation of the system.
Operational life during that time frame must be supported by system warranty or planned maintenance
schedules.

PROJECT FUNDING

Funds will be made available for reservations on a first-come, first-reserved basis, until annual funding
is reserved. Reservations which are rejected as a result of insufficient funds will be placed on a waiting
list and offered the opportunity to retain their original reservation date for one additional quarter without
the need to resubmit application documentation. If the incentive level has changed from the date of the
original reservation to the date when the reservation is approved, the new incentive level shall be
applied.
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Solar Water Heating and Space Heating: Residential and Small Commercial

THE FINE PRINT

In addition to the other requirements described in this hand book, there are two odder types of program
details of which system owners and installers should be aware:

1. Installer qualifications
2. System removal

These are described in further detail below.

Installer Qualifications

All systems receiving incentives under the RECPP must be installed by a qualified installer. The
following requirements must be submitted by the applicant as part of the reservation request. TEP will
verify that the installer meets the following minimum qualifications prior to confirming a reservation
request:

1. The installer must possess a valid license on file with the Arizona Registrar of Contractors
("AZROC") with a license classification appropriate for the technology being installed.
Alternatively, the installer must identify use of a contractor holding an appropriate license on file
with the AZROC for the teclmology being installed. A copy of the AZROC license must be
provided as part of the reservation request.

2. The installer must possess an Arizona business license that is active and in good standing.

Installers may request that the above information be retained on file with TEP, however, under this
option the installer must certify that the information on file remains current with the submission of each
reservation request. Information on file must be renewed yearly.

System Removal

If receiving a UFI, neither the Qualifying System nor any components thereof shall be removed from the
premises (by either the applicant or future owners or occupants of the property) until December 31ST of
the 20"' full calendar year following completion of system installation of the renewable energy system,
without express agreement of TEP. If the Qualifying System is removed by any party in violation of
this provision, customer shall immediately reimburse TEP all incentive amounts paid by TEP to
customer or on behalf of customer to an authorized third party.

In addition, if a Qualified System is removed, TEP shall monitor that specific customer site to ensure
that an additional incentive is not provided for any new distributed renewable energy resource system on
that site until the REC contracted operational life of the original system has been completed.

TEP shall attempt to monitor the number of missing or non-working distributed generation systems and
shall summarize its observations in its annual Compliance Report.
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Solar Water Heating and Space Heating: Residential and Small Commercial

Attachment A
Qualifications for Residential Solar Water Heating and Space Heating

The following equipment qualifications listed are mandatory requirements which must be met at the
time of project commissioning to receive a RECPP incentive. The installation guidance is intended to
provide consumers with information on installation and operation practices which are most likely to
support achieving the system's designed output. Installation guidance is mandated in order for a project
to receive a RECPP incentive, as it does reflect both industry and TEP concurrence on those practices
which are important for a technology to best achieve the designed output. hi the future, additional
installation guidance items may be considered for inclusion as part of the equipment qualifications.

TEP acknowledges that many regulations and site-specific requirements may apply to the installation of
renewable energy technologies. TEP agrees that no requirement imposed by these technology criteria
shall be imposed in conflict with any other governmental requirements. Any RECPP-based requirement
which is in conflict with a site-specific governmental requirement shall be detailed in the reservation
request. All qualifying systems must adhere to the following requirements in addition to the RECPP
program requirementsl

Equipment Specifications

1. Domestic Solar Water Heating systems will be rated by the SRCC and meet the OG-300 system
standard. Systems that include OG-100 collectors, but are not certified under OG-300, will need to
be verified by submitting either a testing certification for a substantially similar system prepared by a
publicly funded laboratory or by submitting an engineering report stamped by a registered third-
party professional engineer detailing annual energy savings. Solar Space Heating systems will
utilize OG-100 collectors.

2. Solar Space Heating systems will be sized in conformance with the Solar Space Heating Incentive
CalCulation Procedure (Attachment B.) Compliance reporting production will be based on the
design energy savings submitted at time of application.

3. Active, open-loop systems are not eligible for RECPP incentives except for active, open-loop
systems that have a proven technology or design that limits scaling and internal corrosion of system
piping, and includes appropriate automatic methods for freeze protection and prevents stagnation
temperatures that exceed 250 degrees Fahrenheit ("F"). under all conditions at the location of
installation. Details disclosing conformance with this exception shall be submitted as part of the
manufacturer' s verification documentation.
The 'high' limit on all Domestic Water Heating controllers shall be set no higher than 160 degrees F.
Active dermal storage for solar space heating systems shall use water as the storage element.
Contractors must provide a minimum of a five year equipment warranty as provided by the system
manufacturer, including a minimum warranty period of five years for repair/replacement service to
the customer.

7. Domestic Water Heating systems that are installed as an addition to an existing system or are
submitted as a customer designed system or not certified to OG-300 must be specifically reviewed
and approved by the utility.

8. The solar collector, heat exchangers, and storage elements shall have an equipment warranty of at
least5 years to qualify for a UFI and at least five years to qualify either for a UFI or for a PBI.

4.
5.
6.
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Installation Guidance

1. The system shall be installed with a horizontal tilt angle between 20 degrees and 60 degrees (40
and 60 degrees for space heating applications), and an azimuth angle of +/- 60 degrees of due
south (+/- 20 degrees for space heating applications). It is recommended that collectors be
positioned for optimum winter heating conditions at a minimum tilt angle of 45 degrees above
horizontal, or as recommended by the manufacturer for the specific collector type and
geographic location of installation. Azimuth or tilt angles outside these parameters may be
reviewed and approved by the utility, at their discretion.

2. All systems should be installed such that the energy collection system is substantially unshaded
and should have substantially unobstructed exposure to direct sunlight between the hours of 9:00
a.m. and 3:00 p.m. Solar Hot Water De-rating chart (see Attachment C and D in this section) may
be used to adjust incentive level based upon affected output due to shading.

3. Heat exchange fluid in glycol systems should be tested, flushed and refilled with new fluid as
necessary or at a minimum every five years or sooner per manufacturer's recommendations.

4. It is recommended that the anode rod be checked and replaced per manufacturer's
recommendations, but no less frequently than every five years.

5. It is recommended that the system design include a timer, switch, and a temperature sensor on
the backup element of the storage tank.

6. The collectors and storage tank should be in close proximity to the backup system and house
distribution system to avoid excessive pressure or temperature losses.

7. It is recommended that in areas where water quality problems are reported to have reduced the
expected life of a solar water heater, that a water quality test is performed for each residence to
screen for materials that through interaction with the materials of the proposed solar water
heating system may reduce the expected operational life of the system components. The
customer should consider contacting the manufacturer to determine if warranty or operational
life will be affected.

8. In areas subject to snow accumulation, sufficient clearance will be provided to allow a 12"
snowfall to be shed from a solar collector without shadowing any part of the collector.

9. Ball valves shall be used throughout the system. Gate valves shall not be used in any new
installation systems. .

10. Pipes carrying heated fluids shall be insulated for thennal energy conservation as well as
personnel protection when exposed to ambient conditions, although this is highly recommended
in either situation.

ll. TEP reserves the right to modify standards as technology changes on a case by case basis,
pending independent laboratory analysis, Professional Engineer ("PE") stamp, or TEP
engineering analysis.

General Requirements
1. The project must comply with applicable local, state, and federal regulations.
2. Products must be installed according to manufacturers' recommendations.
3. Installations must meet applicable governmental statutes, codes, ordinances, and accepted

engineering and installation practices.
4. Systems must be permitted and inspected by the jurisdiction having authority over construction

projects in the customer's locale on new installations.
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6.

7.

8.

All major system components must be new and must not have been previously placed in service
in any other location or for any other application.
All renewable electricity generation systems must include a dedicated performance meter
(provided by TEP) which allows for measurement of system energy production. Certain other
non-electric renewable energy production systems, noted below, will require customer supplied
metering for PBI payment calculation purposes.
If the qualifying system is grid-tied, the system must meet Arizona Corporation Commission .
Interconnection Requirements for Self-Generation Equipment. For these requirements, see ACC
Decision Number 69674 located at http://images.edocket.azcc.gov/docketpdf/000007436Lpdf
Existing systems that are replacing major components may submitted and reviewed by the utility
for the retrofit category of the program's incentive.

5.

3-9



Solar Water Heating and Space Heating: Residential and Small Commercial

Attachment B
Solar Space Heating UFI Incentive Calculation Procedure

TEP has adopted a standardized calculation method to support system sizing and incentive payment.
The display page of the spreadsheet calculation is presented in Attachment B.

The solar space heating incentive calculation does not suggest or imply that a full energy audit is
required to qualify for the solar space heating incentive. The intent is that industry professionals can
utilize the calculation tool to aid in facilitating sound system design.

The effective use of the solar space heating incentive calculation is contingent on a Building Design
Review. The Building Design Review calculations, inputs and outputs will be detennined and specified
as part of the reservation request. It is noted that stakeholder acceptance of the proposed calculation tool
is conditioned on the future development of standardized design tools, potentially including input tables
and charts.

TEP believes that the proposed approach reflects sound design principles and uses inputs which should
be available to professionals in this industry segment. TEP does, however, recognize that the approach
used in the standardized calculation is not currently universally applied. TEP proposes that continuing
efforts be made to develop standard input charts and tables to increase the efficiency of the method's
application. In addition, it is the expectation of TEP that the standard calculation can, in most instances,
be implemented by practitioners in the solar space heating industry. TEP supports industry collaborative
efforts to increase technical knowledge development in this specific area.
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Attachment C
Solar Hot Water Off-Angle and Shading Annual Energy Derating Chart

I

Orientation Effect on Annual Output
. 90

80

70

60

50 m
a
.9

40"'

I I I I T

I
i

-90 -60 -30 0 30

Azimuth Angle

30

20

10

I 0
60 90

If the SHW system falls outside of the 95-100% performance band, then the UFI for the system will be
aerated. The incentive will be aerated based on the decrease in annual energy output anticipated by this
chart.
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Attachment D
Solar Hot Water System Azimuth Angle Derating Chart

100% 100% 94%

77%

54%

76

::
<

&=
: Q5-*5
82
o f

42%

4-»

8L
o
Q.

90%

80%

70%

60%

50%

40%

30%

20%

10%

0% I I I n I

South Southeast East Northeast North

3-13



Tucson Electric Power Company ("'I`EP" or the "Company") is committed to assisting our customers in
developing their own renewable generation resources, through a balanced and supportive renewable
energy distributed generation incentive program. Our goal is to create a program that will provide
incentives for affordable, environmentally sensitive, customer-sited renewable energy generation
systems to supplement TEP customer's energy needs. A properly designed system, matched to a
customer's energy use, will provide a reduction in utility bills through the use of renewable resources.
This program reflects our commitment to reduce the cost of developing renewable energy resources.

pRocEss FOR OBTAINING INCENTIVES

The process for obtaining incentives from TEP involves the flow of information between the applicant
and TEP. The following sections reflect the typical four-step process.

Step 1 - Reservation Request and Assignment of Reservation Status

Large Commercial Solar Water Heating and Space Heating: Systems
with Annual Production Output Larger Than 35,000 kph Equivalent

`**»  .
i'

Gs;

Applicant

Solar Water Heating andSpace Heating: Large Commercial

Send confirmation of
Reservation Status

Review Reservation
Request

Program
requirements

met?

Assign Rank

Funding

Available?

Yes

Yo s

Utility

No

No

is WaitList Status

Notify

Customer

•
•
•
•
•
•
•
•
•
•
•
•
¢

•
•
•
•
•
•
•
C
•
•
•
•
•
•
•
•
•
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Solar Water Heating and Space Heating: Large Commercial

The applicant must first submit the reservation request to TEP. The reservation request includes
information about the TEP customer on whose property the system will be located, the system, the
calculation of the incentive, and the installer of the system.

•

TEP will review the reservation request within 90 days of receipt of the request to ensure the application
conforms to program requirements .

Reservation requests for non-residential systems larger than 35,000 kph equivalent annual
production are assigned a rank based on the lowest expected life cycle credit purchase cost and
likelihood of construction.
In the event of a tie in the ranking, when the program would be fully subscribed if both projects
were given reservation status, funds will be awarded based on the date of receipt of the
completed reservation request.

•

If the reservation request is approved, TEP will send a confirmation to the applicant. A reservation
request may be denied for two different reasons, each with its own consequences:

The reservation request may be denied because it is not in conformance with program
requirements. In this case, TEP will send notice that the request is cancelled.
The reservation request may be denied because funding is not available. In this case, TEP will
send a notification to the applicant that the request will be placed on a waiting list.

•

After reviewing the reservation request, TEP will assign a reservation status.

Step 2 - Proof of Advancement

APPLICANT TEP

Meets Program
Requlrements?

NO > ( Cancellation
. notification

\
I

/

YES

Applicants for non-residential systems larger than 35,000 kph equivalent annual production output
must submit proof of project advancement to TEP within 120 days of the date of reservation
confirmation from TEP to retain the reservation. At a minimum, the Proof of Project Advancement
documentation for a non-residential project larger than 35,000 kph equivalent annual production output
will include the following:
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If proof of project advancement is not received within the specified timeframe, the customer will be
notified that the reservation is cancelled. The applicant has the option to reapply for funding after the
reservation has been cancelled. The request will be processed in the same manner as a new project
reservation and will be contingent upon availability of funding at the time the new application is
received.

Step 3 - System Commissioning For Non-Residential Systems Larger Than
35,000 kph equivalent annual production output

A project agreement (between customer and installer);

An executed installation agreement including all project participants;

Building and/or construction permits and/or a full set of design development or construction
drawings (80% or more complete).

Applicant

Solar Water Heating and Space Heating: Large Commercial

System Passes

, s

issue Incentive Payment

Reviewilommissioning
Package

Install meter at
customer site

Program
requirements

met?

Conduct

Performance

Inspection

Yes

Utility

"»

System Fails

No

Deficiency
Notification

After the system has been commissioned, the applicant must submit a commissioning package to TEP.
TEP will review the commissioning package and confirm that all program requirements have been met,
including passing the interconnection inspection.

In addition, TEP may, at its discretion, perform a conformance inspection of the system. TEP will
notify the applicant of the scheduled conformance inspection and the applicant must make the system

•
•
•
C
•
•
•
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•
•
•
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•
•
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Solar Water Heating and Space Heating: Large Commercial

available for inspection. In most cases in which a conformance inspection is conducted, an incentive
payment may not be issued until after a qualifying system has passed the conformance inspection.

Conditional Step - Extension / Cancellation

UTILITY APPLICANT

YES

tnatallwlln Bement.
Tlmdrnma?

NO

If all project requirements are not met within 365 days of the date of the reservation confirmation, the
applicant must apply for an extension to remain eligible for the incentive. TEP will trigger this request
for extension with a notice of the pending cancellation 60 days prior to the date of scheduled
cancellation. TEP will grant an extension for up to 90 days following timely receipt of a customer's
request for extension. TEP may approve written extension requests detailing the conditions for delay for
periods beyond 90 days under extenuating circumstances, or for systems larger than 1 MW.

If all program requirements have not been met within the reservation timeframe, a reservation request
will be cancelled unless an extension is granted.

Step 5 - Incentive Payment is Disbursed

Non-residential solar water heating and space heating systems larger than 35,000 kph equivalent annual
production output are eligible for a performance-based incentive (PBI). All PBI Project Agreements
will include the following terms:

2.

3.

1. A project agreement between the applicant(s) and TEP that details the assignment of energy and
RECs and the assigmnent of payment must be completed before payments can be disbursed.
Quarterly meter reads will be performed by TEP and quarterly payments will be made to the
assigned payee within 30 days of the meter reading based on quarterly kph production. If the
payment due is less than $25.00, it will be held for the next payment period.
PBI payments will begin with the first quarterly production following receipt of the completed
system commissioning package and conformance inspection, if required, and continue for the life
of the agreement term. As part of this provision, it is understood that systems commissioned
mid~quarter will receive payment only for the production of that partial quarter.
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Maximum Incentive Level for REC Agreement of the Specified Duration**
Year 10-year REC Agreement 15-year REC Agreement 20-year REC Agreement
2010 $0.057/kWh $0.052/kWh $0.051/kWh
2011* $0.057/kWh $0.052/kWh $0.051/kWh
2012* $0.057/kWh $0.052/kWh $0.051/kwh
2013* $0.057A<wh $0.052/kWh $0.051/kWh
2014* $0.057/kWh $0.052/kWh $0.051/kWh

Solar Water Heating and Space Heating: Large Commercial

TEP's payment of a PBI will assure TEP complete and irrevocable ownership of the REC for the full
duration of the PBI agreement.  The agreement duration must fully coincide with the PBI payment
schedule and the system must be supported by system warranty or planned maintenance schedules for
the term of the agreement.

INCENTIVE LEVELS EGR LARGE COMMERCIAL SOLAR WATER HEATING AND SPACE
HEATING SYSTEMS

Solar water heating and space heating in large commercial applications are eligible for performance-
based incentives (PBIs).  In the case of solar  water  heating and space heating,  the PBI allows the
customer to collect incentive payments in relation to the actual system production. Table 4 identifies the
maximum incentives available for large commercial solar water heating and space heating systems.

In all cases, incentive values listed in Table 4 are maximum values. PBIs are awarded through a bid
process, which is discussed later in this section. Applicants are encouraged to submit bids requesting
incentive amounts less than the maximums listed. Bids requesting a lower level of incentive payment
than the maximum will have an increased chance of acceptance in the allocation ranking process.

Table 4. Maximum Incentives for Large Commercial Solar Water Heating and Space Heating

•

•

•

Notes:
*Indicates that  the incentive for  that  year  has not yet  been approved by the Arizona Corporation
Commission (ACC). As such, these incentives are tentative and may change pending ACC approval.
**Incentive level is based upon $/kwh equivalent output

T her e is  no incent ive cap  for  non-r es ident ia l  sys tems  other  than annua l  p r ogr am funding
considerations.
A PBI cannot exceed 60% of the real project costs, defined as the undiscounted total system cost
plus acceptable financing charges. Acceptable finance charges are finance charges used for the PBI
incentive cap calculation and cannot exceed the current prime interest rate plus 5%. Financing
charges must be disclosed as part of the commissioning package, if not disclosed before.
The customer must pay at least 15% of the project cost, after other government incentives (e.g., tax
credits) are considered. (See explanation of incentive calculation below.)

• Systems may not be eligible to receive RECPP incentives if other utility incentives are applied.
• TEP has adopted a standardized calculation method to support solar space heating system sizing and

incentive payment. The display page of the spreadsheet calculation is presented in Attachmellt B.
The bid evaluator reserves the right to award incentives to solar thermal projects other than those
that meet the specifications outlined in Attachment A. Incentives in these cases will be determined
by the bid evaluator.

•

•
•
•
¢
•
•
•
•
•
1
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The incentive amount will be calculated at the time the application is approved for  reservation.  If
federal or state incentives change during the period of time after the reservation approval, the incentive
amount reserved will not be changed as long as the reservation is not cancelled.

TEP's payment of a PBI will assure TEP complete and irrevocable ownership of the REC for the full
duration of the PBI agreement.  The agreement duration must fully coincide with the PBI payment
schedule and the system must be supported by system warranty or planned maintenance schedules for
the term of die agreement.

PROJECT FUNDING

Non-residential funds will be committed as bids are accepted, funds will not be placed in reserve for
later in the year. As a result, the budget may be committed before the end of the year. Funds will be
made available to projects based on a ranking generated by lowest expected life cycle credit purchase
cost as provided in the application and verified by TEP. Projects submitted to the utility for reservation
will be ranked based on a calculated index value for purposes of allocating non-residential funds as
proposed in the application and verified by TEP. Lowest lifecycle cost projects will be funded first.
Indexing of the non-residential projects will be performed based on the verified incentive values and
duration of the proposed agreement in the application for that project. In addition, the bid evaluator
assesses the likelihood that the project will be completed. Projects with higher incentive payments result
in a higher expected life cycle credit purchase cost and projects that produce more kph result in a lower
expected life cycle credit purchase cost. In the event of a tie in the ranking, when die program would be
fully subscribed if both projects were given reservation status, funds will be awarded based on the date
of receipt of the completed reservation request.

Reservation requests will reviewed by the utility on a monthly basis. Once reservation requests are fully
ranked each month, notification of reservation approvals and rejections will be made in conformance
with the rankings and available finding.

Funds unused in one period will be equally divided among the remaining periods in that year. Funds
allocated to non-residential projects will not roll forward from one year to the next. Reservations which
are rejected as a result of insufficient program funds may elect to carry forward into the next period and
retain the original reservation date. The election must be made at the time of the original application.

THE FINE PRINT

In addition to the other requirements described in this hand book, there are two other types of program
details of which system owners and installers should be aware:

1. Installer qualifications
2.  System removal

These are described in further detail below.
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Solar Water Heating and Space Heating: Large Commercial

Installer Qualifications

All systems receiving incentives under the RECPP must be installed by a qualified installer. The
following requirements must be submitted by the applicant as part of the reservation request. TEP will
verify that the installer meets the following minimum qualifications prior to confirming a reservation
request:

1. The installer must possess a valid license on file wide the Arizona Registrar of Contractors
("AZROC") with a license classification appropriate for the technology being installed.
Alternatively, the installer must identify use of a contractor holding an appropriate license on file
with the AZROC for the technology being installed. A copy of the AZROC license must be
provided as part of the reservation request.

2. The installer must possess an Arizona business license that is active and in good standing.

Installers may request that the above information be retained on file with TEP, however, under this
option the installer must certify that the information on file remains current with the submission of each
reservation request. Information on file must be renewed yearly.

System Removal

If receiving a PBI, the Qualifying System or any components thereof shall not be removed from the
premises until the last day of the final month of the final full calendar year of the applicable incentive
payment term in the Agreement following completion of system installation of the renewable energy
system, without express agreement from TEP. If the Qualifying System is removed in violation of this
provision, customer shall immediately reimburse TEP all incentive amounts paid by TEP to customer or
on behalf of customer to an authorized third party.

In addition, if a Qualified System is removed, TEP shall monitor that specific customer site to ensure
that an additional incentive is not provided for any new distributed renewable energy resource system on
that site until the REC contracted operational life of the original system has been completed.

TEP shall attempt to monitor the number of missing or non-working distributed generation systems and
shall summarize its observations in its annual Compliance Report.
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Attachment A
Qualifications for Large Non-residential Solar Water Heating and Space Heating

The following equipment qualifications listed are mandatory requirements which must be met at the
time of project commissioning to receive a RECPP incentive. The installation guidance is intended to
provide consumers with information on installation and operation practices which are most likely to
support achieving the system's designed output. Installation guidance is mandated in order for a project
to receive a RECPP incentive, as it does reflect both industry and TEP concurrence on those practices
which are important for a technology to best achieve the designed output. In the future, additional
installation guidance items may be considered for inclusion as part of the equipment qualifications.

TEP acknowledges that many regulations and site-specific requirements may apply to the installation of
renewable energy technologies. TEP agrees that no requirement imposed by these technology criteria
shall be imposed M conflict with any other governmental requirements. Any RECPP-based requirement
which is in conflict with a site-specific governmental requirement shall be detailed in the reservation
request. All qualifying systems must adhere to the following requirements in addition to the RECPP
program requirements :

Equipment Qualifications
1. Solar collector panels used will have a SRCC OG-100 certification or publicly- ded laboratory

documentation showing the panel energy output under controlled and replicable test conditions.
2. If annual energy production is expected to exceed 10,000 kph or equivalent, the system must

include a dedicated performance customer-supplied meter to allow for monitoring of the amount
of useful heat produced. Otherwise, compliance reporting production will be based on the design
energy savings submitted at time of application.

3. Energy savings and designed output for the system will be verified by submitting either a testing
certification for a substantially similar system prepared by a publicly funded laboratory or by
submitting an engineering report stamped by a registered professional engineer. The engineering
report shall provide a description of the system and major components, design criteria and
performance expectations, applicable standards and/or codes, and a brief history of components
in similar applications.

4. The solar collector, heat exchangers and storage elements shall have an equipment warranty of at
least five years to qualify for a PBI.

5. The system will in all cases have a material and full labor warranty of at least five years.

Installation Guidance
1. The horizontal tilt angle of the collector panels should be between 20 and 60 degrees (30 and 60

degrees for space heating applications) and an azimuth angle +/- 45 degrees of south. Azimuth or
tilt angles outside these parameters may be reviewed and approved by the utility, at their
discretion

2. All systems should be installed such that the energy collection system is substantially unshaded
and should have substantially unobstructed exposure to direct sunlight between the hours of 9:00
a.m. and 3:00 p.m. Solar Hot Water De-rating chart (see Attachment C and D in this section) may
be used to adjust incentive level based upon affected output due to shading.

3. The system installation should comply with the design manual.

4-8
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Solar Water Heating and Space Heating: Large Commercial

4. Heat exchange fluid in glycol systems should be tested, flushed and refilled with new fluid as
necessary or at a minimum every five years or sooner per manufacturer's recommendations.

5. I t  i s  r ecommended t ha t  t he  a node r od  b e checked  a nd  r ep la ced  p er  ma nu f a c t u r er ' s
recommendations, but no less frequently than every five years.

6. It is recommended that the system design include a timer, switch, and a temperature sensor on
the backup element of the storage tank.

7. It is recommended that in areas where water quality problems are reported to have reduced the
expected life of a solar water heater, that a water quality test is performed for each residence to
screen for materials that through interaction with the materials of the proposed solar  water
heat ing system may reduce the expected opera t ional life of the system components. The
customer should consider contacting the manufacturer to determine if warranty or operational
life will be affected.

8.  In areas subject to snow accumulation,  sufficient clearance will be provided to allow a 12"
snowfall to be shed from a solar collector without shadowing any part of the collector.

9. Each system shall have a comprehensive operation and maintenance manual at the customer's
site,  which includes a  spare par ts list ,  data  sheets and flow diagrams indicating operating
temperatures and pressures, maintenance schedules and description of testing methods and each
customer must complete an initial start up and operation training review with the contractor at
the time of system start up

10. TEP reserves the r ight to modify standards as technology changes on a case by case basis,
pending independent  labora tory ana lys is ,  P rofess iona l Engineer  ("PE")  s tamp,  or  T EP
engineering analysis

General Requirements

1.

2.

3.

4.

6.

7 .

The project must comply with applicable local, state, and federal regulations.
Products must be installed according to manufacturers' recommendations.
Installations must meet applicable governmental statutes,  codes,  ordinances,  and accepted
engineering and installation practices.
Systems must be permitted and inspected by the jurisdiction having authority over construction
projects in the customer's locale.
All major system components must be new and must not have been previously placed in service
in any other location or for any other application.
All renewable electr icity generat ion systems must  include a  dedicated performance meter
(provided by TEP) which allows for measurement of system energy production. Certain other
non-electric renewable energy production systems, noted below, will require customer supplied
metering for PBI payment calculation ptuposes.
If the qualifying system is grid-tied, the system must meet Arizona Corporation Commission
Interconnection Requirements for Self-Generation Equipment.

5.
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Solar Water Heating and Space Heating: Large Commercial

Attachment C
Solar Hot Water Off-Angle and Shading Annual Energy Derating Chart
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Solar Water Heating and Space Heating: Large Commercial

Attachment D
Solar Hot Water System Azimuth Angle Derating Chart
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Tucson Electric Power Company ("TEP" or the "Company") is committed to assisting our customers in
develop their own renewable generation resources, through a balanced and supportive renewable energy
distributed generation incentive program. Our goal is to create a program that will provide incentives
for affordable, environmentally sensitive, customer-sited renewable energy generation systems to
supplement TEP customer's energy needs. A properly designed system, matched to a customer's energy
use, will provide a reduction in utility bills through the use of renewable resources. This program
reflects our commitment to reduce the cost of developing renewable energy resources.

PROCESS FOR OBTAINING INCENTIVES

The process for obtaining incentives from TEP involves the flow of information between the applicant
and TEP. The following sections reflect the typical three-step process.

Step 1 - Reservation Request and Assignment of Reservation Status

,
»»1

The applicant must first submit the reservation request to TEP. The reservation request includes
information about the TEP customer on whose property the system will be located, the system, the
calculation of the incentive, and the installer of the system.

Applicant

Ground Source Heat Pumps:
Residential and Commercial Applications

Ground SourceHeat Pumps: Residential and Commercial

'Jr

Send confirmation of
Resewatlon Status

Review Reservation
Request

Program
requirements

met?

Funding
Available?

Ye s

Yc5

Utility

No

No
Wait List Status

Notify
Customer

TEP will review the reservation request to ensure the application conforms to program requirements.
Reservation requests for GSHP systems are processed on a first-come, first-reserved basis.
Reservation requests for GSHP systems will be reviewed within 30 days of the utility's receipt of
the request.

•

•
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Review Proof of
Advancement.

Retain Reserved status

Ground Source Heat Pumps: Residential and Commercial

If the reservation request is approved, TEP will send a confirmation to the applicant. A reservation
request may be denied for two different reasons, each with its own consequences:

The reservation request  may be denied because it  is not in conformance with program
requirements. In this case, TEP will send notice that the request is cancelled.
The reservation request may be denied because funding is not available. In this case, TEP will
send a notification to die applicant that the request will be placed on a waiting list.

•

After reviewing the reservation request, TEP will assign a reservation status.

Step 2 - Proof of Advancement

APPLICANT TEP

Meets Program
Requlrementa?

NO , I Cancellatlon
notification /

YES

Applicants for GSHP systems must submit proof of project advancement to TEP within 60 days of the
date of reservation coMirmation from TEP to retain the reservation. Applicants for GSHP systems must
provide copies of city/county inspection permits to TEP as documentation of the proof of project
advancement. If those permits are not available within 60 days of the date of reservation confirmation,
the applicant may also provide these documents in place of the permits:

Signed agreement
Assignment of Payment form
Initial city/county permit application or actual receipt of final acceptance inspection paperwork
from the city/county.

•

If proof of project advancement is not received within the specified timeframe, the applicant will be
notified that the reservation is cancelled. The applicant has the option to reapply for funding after the
reservation has been cancelled. The request will be processed in the same manner as a new project
reservation and will be contingent upon availability of funding at the time the new application is
received.

•
C

9
•
Q
•
•
•
•
•
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Recclvl notI¢l of pending
Cancellation

Send notice of pending
Cancellation

Submltroqucsi for
Extonslon

Send confirmation at
Reservation Status

Conditional Step - Extension / Cancellation

UTILITY

Ground Source Heat Pumps: Residential and Commercial

APPLICANT

YES

>Instr!! vlNn Rostrvilhn
Timeframe?

NO

If all project requirements are not met within 180 days of the date of the reservation confirmation, the
applicant must apply for an extension to remain eligible for the incentive. TEP will trigger this request
for extension with a notice of the pending cancellation 30 days prior to the date of scheduled
cancellation. TEP will grant an extension for up to 90 days following timely receipt of a customer's
request for extension. TEP may approve written extension requests detailing the conditions for delay for
periods beyond 90 days under extenuating circumstances.

If all program requirements have not been met within the reservation timeframe, a reservation request
will be cancelled unless an extension is granted.
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Step 3 - Customer Requests Payment

Applicant

nogifigation

Ground SourceHeatPumps: Residentialand Commercial

Receive notification of
system completion

Utility

DeployTEp technician
to conduct acceptance

test

System
requirements

met
W

yes
Pay incentive
within 30 days

No

Notifycustomer of
deficiencies

Upon project completion, the customer must notify TEP that the system has been placed in service. This
should be done by submitting a copy of the city/county final inspection permit. When TEP receives
notification that the system is complete, TEP will perform an "acceptance test." The acceptance test
requires that a TEP inspector test the system's compliance with the required specifications and its
performance and determine that it is in line with TEP requirements.

If the system meets TEP specifications and performance requirements, TEP will pay the customer the
UFI within acceptance test. If the system fails to meet TEP specifications and
performance requirements, TEP will notify the customer within 5 days of the acceptance test. The
customer will then have 30 days to address the deficiencies and notify TEP that the system is ready to be
retested.

30 days of the

INCENTIVE LEVELS FOR RESIDENTIAL AND COMMERCIAL GROUND SOURCE HEAT
PUMP SYSTEMS

Residential and small commercial ground source heat pump systems are eligible for up-front incentives
("UFIs"). UFIs are those incentives where the customer receives a one-time payment based on the
system's designed capacity. Table 5 identifies the incentives available for GSHP systems.
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Year Incentive Level

2010 $500/ton

2011* $500/ton

2012* $500/ton

2013* $500/ton

2014* $500/ton

•

•

•

•

•

Notes:
*Indicates  that the incentive for that year has  not yet been approved by the Arizona Corporation
Commission (ACC). As such, these incentives are tentative and may change pending ACC approval.

There is no cap on the UFI that can be paid to residential customers.
Commercia l  customers  wi l l  receive a  UFI up to a  cap of  200 tons . If  a  commercia l  system is
installed larger than 200 tons, it must apply under the large commercial program.
The UFI may not exceed 30% of total system cost.
The customer must pay at least 15% of the project cost, after other government incentives (e.g., tax
credits) are considered. (See explanation of incentive calculation below.)
Systems may not be eligible to receive RECPP incentives if other utility incentives are applied.

Ground Source Heat Pumps: Residential and Commercial

Table 5. Up-Front Incentives for Residential and Commercial Ground Source Heat Pump Systems

The incentive amount wi l l  be calculated at the time the appl ication is  approved for reservation. If
federal or state incentives change during the period of time after the reservation approval, the incentive
amount reserved will not be changed as long as the reservation is not cancelled.

In return for TEP's payment of a UFI, TEP wil l  be given complete and irrevocable ownership of the
RECs until December 31" of the 20"' i iull calendar year after completion of installation of the system.
Operational l ife during that time frame must be supported by system warranty or planned maintenance
schedules.

PROJECT FUNDING

Funds will be made available for reservations on a first-come, first-reserved basis, until annual funding
is reserved. Reservations which are rejected as a result of insufficient funds will be placed on a waiting
list and offered the opportunity to retain their original reservation date for one additional quarter without
the need to resubmit application documentation. If the incentive level has changed from the date of the
orig inal  reservation to the date when the reservation is  approved, the new incentive level  shal l  be
applied.

PROJECT REQUIREMENTS AFTER INSTALLATION

After completing the installation of a small distributed energy system, the customer must continue to
provide information to TEP about the system's performance.

Al l  customers receiving renewable energy self-generation incentives are obl igated to report system
production to TEP in accordance with the reporting schedule establ ished in the program agreement
between TEP and the customer. TEP, at its option, may perform periodic inspection of the system for
operation, metered production, and reporting purposes.
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Ground Source Heat Pumps: Residential and Commercial

THE FINE PRINT

In addition to the other requirements described in this hand book, there are two other types of program
details of which system owners and installers should be aware:

l. Installer qualifications
2. System removal

These are described in further detail below.

Installer Qualifications

All systems receiving incentives under the RECPP must be installed by a qualified installer. The
following requirements must be submitted by the applicant as part of the reservation request. TEP will
verify that the installer meets the following minimum qualifications prior to confirming a reservation
request:

1. The installer must possess a valid license on file with the Arizona Registrar of Contractors
("AZROC") with a license classification appropriate for the technology being installed.
Alternatively, the installer must identify use of a contractor holding an appropriate license on file
with the AZROC for the technology being installed. A copy of the AZROC license must be
provided as part of the reservation request.

2. The installer must possess an Arizona business license that is active and in good standing.

Installers may request that the above information be retained on file with TEP, however, under this
option the installer must certify that the information on file remains current with the submission of each
reservation request. Information on file must be renewed yearly.

System Removal

If receiving a UFI, neither the Qualifying System nor any components thereof shall be removed from the
premises (by either the applicant or future owners or occupants of the property) until December 31ST of
the 20"' full calendar year following completion of system installation of the renewable energy system,
without express agreement of TEP. If the Qualifying System is removed by any party in violation of
this provision, customer shall immediately reimburse TEP all incentive amounts paid by TEP to
customer or on behalf of customer to an authorized third party.

In addition, if a Qualified System is removed, TEP shall monitor that specific customer site to ensure
that an additional incentive is not provided for any new distributed renewable energy resource system on
that site until the REC contracted operational life of the original system has been completed.

TEP shall attempt to monitor the number of missing or non-working distributed generation systems and
shall summarize its observations in its annual Compliance Report.
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ATTACHMENT A
QUALIFICATIONS FOR RESIDENTIAL AND COMMERCIAL GROUND SOURCE HEAT PUMP SYSTEMS

The following equipment qualifications listed are mandatory requirements which must be met at the
time of project commissioning to receive a RECPP incentive. The installation guidance is intended to
provide consumers with information on installation and operation practices which are most likely to
support achieving the system's designed output. Installation guidance is mandated in order for a project
to receive a RECPP incentive, as it does reflect both industry and TEP concurrence on those practices
which are important for a technology to best achieve the designed output. In the future, additional
installation guidance items may be considered for inclusion as part of the equipment qualifications.

TEP acknowledges that many regulations and site-specific requirements may apply to the installation of
renewable energy technologies. TEP agrees dirt no requirement imposed by these technology criteria
shall be imposed in conflict with any other governmental requirements. Any RECPP-based requirement
which is in conflict with a site-specific governmental requirement shall be detailed in the reservation
request. All qualifying systems must adhere to the following requirements in addition to the RECPP
program requirements :

Equipment Qualifications
1. Geothermal system installations involving a regulated boiler or pressure vessel are required to

comply with all Arizona state boiler  regulations,  provide a qualifying boiler  inspection
identification number; and keep all applicable permits in good standing.

2. Energy savings and designed output for the system will be verified by submitting either a testing
certification for a substantially similar system prepared by a publicly-funded laboratory or by
submitting an engineering report stamped by a registered third-party professional engineer. The
engineering report shall provide a description of the system and major components, design
criteria and performance expectations, applicable standards and/or codes, and a brief history of
components in similar applications.

3. Energy production for space heating, space cooling and process heating will be calculated as one
kph of energy per 3,415 Btu of useful heat delivered by the system as measured by a dedicated
heat delivery measuring meter and used by the building space or process.

4. The system will have a material and labor warranty of at least five years.
5. The system must meet Arizona DEQ environmental standards.
6. The most current Energy Star Standards must be achieved. These can be found at

http://www.energystar.gov/index.cfm?c=geoheat.prcritgeoheatpumps.

Installation Guidance
Because of the individual nature of geothermal systems, care should be taken to make sure the system
complies with all applicable permitting and regulatory requirements including, but not limited to, air
emission standards and air permit regulations.

General Requirements

1.

2.

The project must comply with applicable local, state, and federal regulations.
Products must be installed according to manufacturers' recommendations.
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Ground Source Heat Pumps: Residential and Commercial

3.

5.

Installations must meet applicable governmental statutes, codes, ordinances, and accepted
engineering and installation practices.
Systems must be permitted and inspected by the jurisdiction having authority over construction
projects in the customer's locale.
All major system components must be new and must not have been previously placed in service
in any other location or for any other application.
All renewable electricity generation systems must include a dedicated performance meter
(provided by TEP) which allows for measurement of system energy production. Certain other
non-electric renewable energy production systems, noted below, will require customer supplied
metering for PBI payment calculation purposes.
If the qualifying system is grid-tied, the system must meet Arizona Corporation Commission
Interconnection Requirements for Self-Generation Equipment.

4.

6.

7.
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Tucson Electric Power Company ("TEP" or the "Company") is committed to assisting our customers in
developing their own renewable generation resources, through a balanced and supportive renewable
energy distributed generation incentive program. Our goal is to create a program that will provide
incentives for affordable, enviromnentally sensitive, customer-sited renewable energy generation
systems to supplement TEP customer's energy needs. A properly designed system, matched to a
customer's energy use, will provide a reduction in utility bills through the use of renewable resources.
This program reflects our connnitment to reduce the cost of developing renewable energy resources.

PROCESS For OBTAINING INCENTIVES

The process for obtaining incentives from TEP involves the flow of information between the applicant
and TEP. The following sections reflect the typical three-step process.

Step 1 - Reservation Request and Assignment of Reservation Status

The applicant must first submit the reservation request to TEP. The reservation request includes
information about the TEP customer on whose property the system will be located, the wind system, the
calculation of the incentive, and the installer of the system.

Porch;

Applicant

Wind Systems Smaller Than 1 MW

e

Wind Systems Smaller Than 1 MW

,in

Send confirmation of
Reservation Status

Review Reservation
Request

Program
requirements

met?

Funding
Availablc?

Ye s

Yes

Utility

I

No

NQ
Wait List Status

Notify
Customer

TEP will review the reservation request to ensure the application conforms to program requirements.
Reservation requests for small wind systems are processed on a first-come, first-reserved basis.
Reservation requests for small wind systems will be reviewed within 30 days of the utility's
receipt of the request.

•

•
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Flevlew Proof al
Advancement.

Retain Reserved status

Wind Systems Smaller Than 1 MW

•

If the reservation request is approved, TEP will send a confinnation to the applicant. A reservation
request may be denied for two different reasons, each with its own consequences:

The reservation request may be denied because it is not in conformance with program
requirements. In this case, TEP will send notice that the request is cancelled.
The reservation request may be denied because funding is not available. In this case, TEP will
send a notification to the applicant that the request will be placed on a waiting list.

•

After reviewing the reservation request, TEP will assign a reservation status.

Step 2 - Proof of Advancement

APPLICANT TEP

NO Cancellatlon
notification /

YES

Meets Program
Requlnements?

Applicants for wind systems smaller than 1 MW must submit proof of project advancement to TEP
within 60 days of the date of reservation confirmation from TEP to retain the reservation. Applicants for
wind systems smaller than 1 MW must provide copies of city/county inspection permits to TEP as
documentation of the proof of project advancement. If those permits are not available within 60 days of
the date of reservation confirmation, the applicant may also provide these documents in place of the
permits:

Signed agreement
Assignment of Payment form
Initial city/county permit application or actual receipt of final acceptance inspection paperwork
from the city/county.

•

If proof of project advancement is not received within the specified timeframe, the applicant will be
notified that the reservation is cancelled. The applicant has the option to reapply for funding after the
reservation has been cancelled. The request will be processed in the same manner as a new project
reservation and will be contingent upon availability of funding at the time the new application is
received.
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V
Rocolvo notlc¢ at pcndlng

Cancellation
Send notice of pending

Cancellatlon

Submit :moan for
Extension

Send confirmation of
Reservation Status

Wind Systems Smaller Than 1 MW

Conditional Step - Extension / Cancellation

UTILITY APPLICANT

YES

Install wlln Roaervatlan
Tlmoframo? > Inform Uill

NO

If all project requirements are not met within 180 days of the date of the reservation confirmation, the
applicant must apply for an extension to remain eligible for the incentive. TEP will trigger this request
for extension with a notice of the pending cancellation 30 days prior to the date of scheduled
cancellation. TEP will grant an extension for up to 90 days following timely receipt of a customer's
request for extension. TEP may approve written extensionrequests detailing the conditions for delay for
periods beyond 90 days under extenuating circumstances.

If all program requirements have not been met within the reservation timeframe, a reservation request
will be cancelled unless an extension is granted.
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Step 3 - Customer Requests Payment

Sen
sym

8

Applicant

off

Wind Systems Smaller Than 1 MW

Receive notification of
system completion

Utility

Deploy qualified
electrician to conduct

acceptance test

System
requirements

met
--a~

yes

Pay incentive
within 30 days

No

Notify customer of
deficiencies

Upon project completion, the customer must notify TEP that the system has been placed in service. This
should be done in by submitting a copy of the city/county final inspection permit. When TEP receives
notification that the system is complete, TEP will perform an "acceptance test." The acceptance test
requires that a TEP inspector test the system's compliance with the required specifications and its
performance anddetermine that it is in line with TEP requirements.

If the system meets TEP specifications and performance requirements, TEP will pay the customer the
UPI wi thin 30 days of  the acceptance test . I f  the system fai l s to meet TEP specif ications and
performance requirements, TEP will noti fy the customer within 5 days of the acceptance test. The
customer will then have 30 days to address the deficiencies and notify TEP that the system is ready to be
retested.

INCENTIVE LEVELS For SMALL WIND SYSTEMS

Wind systems smaller than 1 MW are eligible for up-front incentives ("UFIs"). UFIs are those
incentives where the customer receives a one-time payment based on the system's designed capacity.
Table 6 identities the incentives available for wind systems smaller than 1MW .

Table 6. Up-Front Incentives for

2010
2011*
2012*
2013*
2014*

Small Wind Systems
On-Grid Incentive Level
$2.25/W AC
$2.25/W AC
$2.25/W AC
$2.25/W AC
$2.25/W AC

Off-Grid Incentive Level
$1.80/W AC
$1.80/W AC
$1.80/W AC
$1.80/W AC
$1.80/W AC
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Notes:
*Indicates that the incentive for that year has not yet been approved by the Arizona Corporation
Commission ("ACC" or the "Commission"). As such, these incentives are tentative and may change

pending ACC approval.
TEP customers will receive a UFI up to a cap of 1 MW. If a system is installed larger than 1 MW, it
must apply under the utility-scale program.
The UFI may not exceed 60% of total System Cost.
The customer must pay at least 15% of the project cost, after other government incentives (e.g., tax
credits) are considered. (See explanation of incentive calculation below.)
Svstems may not be eligible to receiveRECPP incentives if other utility incentives are applied.

Wind Systems Smaller Than 1 MW

The incentive amount will be calculated at the time the application is approved for reservation. If
federal or state incentives change during the period of time after the reservation approval, the incentive
amount reserved will not be changed as long as the reservation is not cancelled.

In return for TEP's payment of a UFI, TEP will be given complete and irrevocable ownership of the
RECs until December 31" of the 20"' full calendar year after completion of installation of the system.
Operational life during that time frame must be supported by system warranty or planned maintenance
schedules.

PROJECT FUNDING

Funds will be made available for reservations on a first-come, first-reserved basis, until annual funding
is reserved. Reservations which are rejected as a result of insufficient funds will be placed on a waiting
list and offered the opportunity to retain their original reservation date for one additional quarter without
the need to resubmit application documentation. If the incentive level has changed from the date of the
original reservation to the date when the reservation is approved, the new incentive level shall be
applied.

NET METERING

All projects must comply with ACC net metering rules.

PROJECT REQUIREMENTS AFTER INSTALLATION

After completing the installation of a small wind project, the customer must continue to provide
information to TEP about the system's performance.

All customer systems receiving renewable energy self-generation incentives are obligated to include a
STEP-supplied production meter, which will report system production to TEP in accordance with the
regular meter-reading schedule. TEP, at its option, may perform periodic inspection of die system for
operation, metered production, and reporting purposes.
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Wind Systems Smaller Than 1 MW

THE FINE PRINT
,

In addition to the other requirements described in this hand book, there are three other types of program
details of which system owners and installers should be aware:

1. Installer qualifications
2. Customer-installed systems
3. System removal

These are described in further detail below.

Installer Qualifications

All systems receiving incentives under the RECPP must be installed by a qualified installer . The
following requirements must be submitted by the applicant as part of the reservation request. TEP will
verify that the installer meets the following minimum qualifications prior to confirming a reservation
request:

1.  The installer  must possess a valid license on file with the Arizona Registrar  of Contractors
("AZROC") with a  license classifica t ion appropr ia te for  the technology being insta lled.
Alternatively, the installer must identify use of a contractor holding an appropriate license on file
with the AZROC for  the technology being installed.  A copy of the AZROC license must be
provided as part of the reservation request.

2. The installer must possess an Arizona business license that is active and in good standing.

Installers may request that the above information be retained on file with TEP, however, under this
option the installer must certify that the information on file remains current with the submission of each
reservation request. Information on file must be renewed yearly.

Installations by Customer (Residential Photovoltaic and Wind Only)

Residential customers may self-install PV systems 10 Wac or smaller  providing they adhere to all
applicable codes and standards. The customer-installed systems are eligible for an incentive equal to
70% of the standard UFI, as otherwise listed in the incentive table above. TEP reserves the right to
withdraw this self-install qualification condition at any time in the future if TEP finds self-installations
are not adhering to the applicable codes and standards or are found to be of poor quality workmanship.

System Removal

If receiving a UFI, neither the Qualifying System nor any components thereof shall be removed from the
premises (by either the applicant or future owners or occupants of the property) until December 31slc of
the 20"' full calendar year following completion of system installation of the renewable energy system,
without express agreement of TEP. If the Qualifying System is removed by any party in violation of
this provision,  customer shall immediately reimburse TEP all incentive amounts paid by TEP to
customer or on behalf of customer to an authorized third party.
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Wind Systems Smaller Than 1 MW

In addition, if a Qualified System is removed, TEP shall monitor that specific customer site to ensure
that an additional incentive is not provided for any new distributed renewable energy resource system on
that site until the REC contracted operational life of the original system has been completed.

TEP shall attempt to monitor the number of missing or non-working distributed generation systems and
shall summarize its observations in its annual Compliance Report.
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Wind Systems Smaller Than 1 MW

Attachment A
Qualifications for Wind Systems Smaller Than 1 MW

A small wind generator is a system with a nameplate capacity rating of one MW or less. The technology
criteria described below are intended for small wind generators with a nameplate rating of 100 kW or
less. Larger systems will be required to submit a detailed package describing site selection, energy
production modeling, and an engineered system design and installation report.

The following equipment qualifications listed are mandatory requirements which must be met at the
time of project commissioning to receive a RECPP incentive. The installation guidance is intended to
provide consumers with information on installation and operation practices which are most likely to
support achieving the system's designed output. Installation guidance is mandated i11 order for a project
to receive a RECPP incentive, as it does reflect both industry and TEP concurrence on those practices
which are important for a technology to best achieve the designed output. Ki the future, additional
installation guidance items may be considered for inclusion as part of the equipment qualifications.

TEP acknowledges that many regulations and site-specific requirements may apply to the installation of
renewable energy technologies. TEP agrees that no requirement imposed by these technology criteria
shall be imposed in conflict with any other governmental requirements. Any RECPP-based requirement
which is in conflict with a site-specific governmental requirement shall be detailed in the reservation
request. All qualifying systems must adhere to the following requirements in addition to the RECPP
program requirements:

Equipment Qualifications
1. Eligible small wind systems must be certified and nameplate rated by the Consumer Energy

Center ("CEC")6. See www.consumerenergycenter.org/erprebate/equipment.html for a list of
certified generators. For grid tied or off-grid wind generators where an inverter is used, the CEC
listed nameplate rating of the wind generator will be multiplied by the CEC approved weighted
efficiency percentage listed for the inverter in the "List of Eligible Inverters" at
www.consumerenegycenter.org/cgi-bin/eligible__inverters.cgi to calculate the wind turbine
nameplate rating for use in determining the UFI payment.7

2. Grid connected inverters used as part of the system shall carry a UL listing certifying full
compliance with Underwriter's Laboratory ("UL")-1741.

3. A system must include a dedicated performance meter (provided by TEP) installed to allow for
measurement of the amount of electricity produced.

4. The performance meter and utility disconnect for grid tied systems will be installed in a location
readily accessible by TEP during normal business hours.

5. Off-grid systems of capacity less than 10 Wac will not be metered. Compliance reporting
production will be based on an annual 20% capacity factor.

6. The tower used in the installation must be designed by an Arizona registered engineer and must
be suitable for use with the wind generator. Tower installation must be designed and supervised
by individuals familiar with local Geotechnical conditions.

6 TEP recommends review of the SWCC standards for rating small wind generators once they become available for purposes
of supplanting the CEC requirement in this Technology Criterion.
7 Inverter outputs are rated in dc Watts and must be converted to ac Watts for incentive calculation purposes.
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Wind Systems Smaller Than 1 MW

7. To receive a UFI, the wind generator and system must be covered by a manufacturer's warranty
of at least 5 years. Otherwise the system will qualify for a PBI. In all cases, the wind system
will have a material and labor warranty of at least five years

Installation Guidance
1. Location: a wind turbine hub should be at least 20 feet above any surrounding object and at least

28 feet above the ground within a 250-foot radius. Wind generators should be installed in
locations with an elevation at or above the general elevation of the surrounding terrain

2. Lot Size: should be one-half acre at minimum. Municipalities and public facilities such as
schools and libraries are exempt from the minimum lot size requirements

General Requirements
1. The project must comply with applicable local, state, and federal regulations
2. Products must be installed according to manufacturers' recommendations
3. Installations must meet applicable governmental statutes, codes, ordinances, and accepted

engineering and installation practices
4. Systems must be permitted and inspected by die jurisdiction having authority over construction

projects in the customer's locale
5. All major system components must be new and must not have been previously placed in service

in any other location or for any other application
6. All renewable electricity generation systems must include a dedicated performance meter

(provided by TEP) which allows for measurement of system energy production. Certain other
non-electric renewable energy production systems, noted below, will require customer supplied
metering for PBI payment calculation purposes

7. Wind system components shall be properly labeled, including AC & DC disconnects (if present)
wind generation meter, service panel (outside cover), and breakers inside the service panel

8. If the qualifying system is grid-tied, the system must meet Arizona Corporation Commission
Interconnection Requirements for Self-Generation Equipment
Seehttp://images.edocket.azcc.gov/docketpdf/0000074361.pdf for these requirements



Tucson Electric Power Company ("TEP" or the "Company") is committed to assisting our customers iii
developing their own renewable generation resources, through a balanced and supportive renewable
energy distributed generation incentive program. Our goal is to create a program that will provide
incentives for affordable, environmentally sensitive, customer-sited renewable energy generation
systems to supplement TEP customer's energy needs. A properly designed system, matched to a
customer's energy use, will provide a reduction in utility bills through the use of renewable resources.
This program reflects our commitment to reduce the cost of developing renewable energy resources.

PROCESS FOR OBTAINING INCENTIVES

The process for obtaining incentives from TEP involves the flow of information between the applicant
and TEP. The following sections reflect the typical five-step process.

Step 1 - Reservation Request and Assignment of Reservation Status
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Non-Residential Solar Daylighting

The applicant must first submit the reservation request to TEP. The reservation request includes
information about the TEP customer on whose property the system will be located, the system itself, the
calculation of the incentive, and the installer of the system.

•

TEP will review the reservation request within 90 days of receipt of the request to ensure the application
conforms to program requirements.

Reservation requests for non-residential solar daylighting are assigned a rank based on the lowest
expected life cycle credit purchase cost.
In the event of a tie in the ranking, when the program would be fully subscribed if both projects
were given reservation status, funds will be awarded based on the date of receipt of the
completed reservation request.

•

•

If the reservation request is approved, TEP will send a confirmation to the applicant. A reservation
request may be denied for two different reasons, each with its own consequences:

The reservation request may be denied because it is not in conformance with program
requirements. In this case, TEP will send notice that the request is cancelled.
The reservation request may be denied because funding is not available. In this case, TEP will
send a notification to the applicant that the request will be placed on a waiting list.

•

After reviewing the reservation request, TEP will assign a reservation status.

Step 2 - Proof of Advancement

A P P L I C A N T TEP

NOMeets Program
Requirements?

H.
Cancellatlon \

* I  no t i t l cat lon  I

YES

Applicants for non-residential solar daylighting must submit proof of project advancement to TEP
within 120 days of the date of reservation confirmation from TEP to retain the reservation. At a
minimum, the Proof of Project Advancement documentation for a non-residential solar daylighting
system will include the following:

A project agreement (between customer and installer),
An executed installation agreement including all project participants ,

•

•
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If proof of project advancement is not received within the specified timeframe, the customer wi l l  be
notified that the reservation is cancelled. The applicant has the option to reapply for funding after the
reservation has been cancelled. The request will be processed in the same manner as a  new project
reservation and w i l l  be contingent upon availability of funding at the time the new appl ication i s
received.

Step 3 - System Commissioning

So

Building and/or construction permits and/or a full set of design development or construction
drawings (80% or more complete); and

Applicant

4
¢ ¢ ,

Non-Residential Solar Daylighting

System Passes

Issue Incentive Payment

Reviewtiommissioning
Package

Install meter at
customer site

Program
requirements

met?

Conduct

Performance
Inspection

Yes

Utility

System Fails

No

Deficiency
Notification

After the non-residential solar daylighting system has been commissioned, the applicant must submit a
commissioning package to TEP. TEP wi l l  rev iew the commiss ioning package and confirm that a l l
program requirements have been met, including passing the interconnection inspection.

After receiving the commissioning package, TEP will dispatch a TEP representative to install the meter
at the system site. The meter will be certified according to the TEP standards. The customer must
prov ide access to  the s i te d ing norm al  bus iness hours  so that  the TEP representat i ve can ins ta l l  t he

meter.
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In addition, TEP may, at its discretion, perform a conformance inspection of the system. TEP will
notify the applicant of the scheduled conformance inspection and the applicant must make the system
available for inspection. In most cases in which a conformance inspection is conducted, an incentive
payment may not be issued until after a qualifying system has passed the conformance inspection.

Conditional Step - Extension / Cancellation

UTILITY

Non~Residential Solar Daylighting

lnstatl wllrlRonrvaM81=r~
Timeframe?

APPLICANT

YES

NO

If all project requirements are not met within 365 days of the date of the reservation confirmation, the
applicant must apply for an extension to remain eligible for the incentive. TEP will trigger this request
for extension with a notice of the pending cancellation the date of scheduled
cancellation. TEP wil l grant an extension for up to 90 days following timely receipt of a customer's
request for extension. TEP may approve writtenextension requests detailing the conditions for delay for
periods beyond 90 days under extenuating circumstances.

60 days prior to

If all program requirements have not been met within the reservation timeframe, a reservation request
will be cancelled unless an extension is granted.
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Year Incentive Level
2010 $0.18/kWh savings during first five years
2011* $0.18/kWh savings during first five years
2012* $0. 18/kWh savings during first five years
2013* $0.18/kWh savings during first five years
2014* $0.18/kWh savings during first five years

•

Notes:
*Indicates  that the incentive for that year has not yet been approved by the Arizona Corporation
Cormnission ('ACC" or the "Commission"). As such, these incentives are tentative and may change
pending Commission approval.

The per-kWh incentive applies only to energy savings realized during the first five years of project

Non-Residential Solar Daylighting

Step 4 - Incentive Payment is Disbursed

Non-residential  dayl ighting systems are el ig ible for a performance-based incentive ("PBI"). Al l  PBI
Project Agreements will include the following terms:

1. A project agreement between the applicant(s) and TEP that details the assignment of energy and
RECs and the assignment of payment must be completed before payments can be disbursed.

2 . Quarterly meter reads wi l l  be performed by TEP and quarterly payments wi l l  be made to the
assigned payee within 30 days of the meter reading based on quarterly kph production. If the
payment due is less than $25.00, it will be held for the next payment period.

3. PBI payments wil l  begin with the first quarterly production following receipt of the completed
system commissioning package and coMormance inspection, if required, and continue for the life
of the agreement term. As part of this provision, i t is understood that systems commissioned
mid-quarter will receive payment only for the production of that partial quarter.

TEP's payment of a PBI wil l  assure TEP complete and irrevocable ownership of the REC for the full
duration of the PBI agreement.  The agreement duration must fu l ly coincide with the PBI payment
schedule and the system must be supported by system warranty or planned maintenance schedules for
the term of the agreement.

INCENTIVE LEVELS FOR NON-RESIDENTIAL SOLAR DAYLIGI-ITING SYSTEMS

Non-residential solar daylighting systems are el igible for performance-based incentives ("PBIs"). The
PBI allows the customer to collect incentive payments in direct relation to the actual system production.

Table 7 identifies the incentives available for non-residential daylighting systems.

In all cases, incentive values listed in

Table 7 are maximum values. PBIs are awarded through a bid process, which is discussed later in this
section. Applicants are encouraged to submit bids requesting incentive amounts less than the maximums
listed. Bids requesting a lower level  of incentive payment than the maximum wil l  have an increased
chance of acceptance in the allocation ranking process.

Table 7. Up-Front Incentives for Non-Residential Daylighting Systems
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operation. The incentive is paid out over the five-year period.
The UFI may not exceed 60% of total System Cost.
The customer must pay at least 15% of the project cost, after other government incentives (e.g., tax
credits) are considered. (See explanation of incentive calculation below.)
Systems may not be eligible to receive RECPP incentives if other utility incentives are applied.
As described later in this document, these incentive levels may be decreased because of sub-optimal

system positioning.

Non-Residential Solar Daylighting

The incentive amount will be calculated at the time the application is approved for reservation. If
federal or state incentives change during the period of time after the reservation approval, the incentive
amount reserved will not be changed as long as the reservation is not cancelled.

In return for TEP's payment of a UFI, TEP will be given complete and irrevocable ownership of the
RECs until December 31" of the 20'*' full calendar year after completion of installation of the system.
Operational life during that time frame must be supported by system warranty or planned maintenance
schedules.

PROJECT FUNDING

Funds will be made available for reservations on a first-come, first-reserved basis, until annual funding
is reserved. Reservations which are rejected as a result of insufficient funds will be placed on a waiting
list and offered the opportunity to retain their original reservation date for one additional quarter without
the need to resubmit application documentation. If the incentive level has changed from the date of the
original reservation to the date when the reservation is approved, the new incentive level shall be
applied.

Funds unused in one period will be equally divided among the remaining periods in that year. Funds
allocated to non-residential projects will not roll forward from one year to the next. Reservations which
are rejected as a result of insufficient program funds may elect to carry forward into the next period and
retain the original reservation date. The election must be made at the time of the original application.

THE FINE PRINT

In addition to the other requirements described in this hand book, there are two other types of program
details of which system owners and installers should be aware:

l. Installer qualifications
2. System removal

These are described in further detail below.

Installer Qualifications

All systems receiving incentives under the RECPP must be installed by a qualified installer. The
following requirements must be submitted by the applicant as part of the reservation request. TEP will
verify that the installer meets the following minimum qualifications prior to confirming a reservation
request:
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Non-Residential Solar Daylighting

1. The installer must possess a valid license on file with the Arizona Registrar of Contractors
("AZROC") with a license classification appropriate for the technology being installed.
Alternatively, the installer must identify use of a contractor holding an appropriate license on file
with the AZROC for the technology being installed. A copy of the AZROC license must be
provided as part of the reservation request.

2. The installer must possess an Arizona business license that is active and in good standing.

Installers may request that the above information be retained on file with TEP, however, under this
option the installer must certify that the information on file remains current with the submission of each
reservation request. Information on file must be renewed yearly.

System Removal

If receiving a PBI, the Qualifying System or any components thereof shall not be removed from the
premises until the last day of the final month of the final full calendar year of the applicable incentive
payment term in the Agreement following completion of system installation of the renewable energy
system, without express agreement from TEP. If the Qualifying System is removed in violation of this
provision, customer shall immediately reimburse TEP all incentive amounts paid by TEP to customer or
on behalf of customer to an authorized third party.

In addition, if a Qualified System is removed, TEP shall monitor that specific customer site to ensure
that an additional incentive is not provided for any new distributed renewable energy resource system on
that site until the REC contracted operational life of the original system has been completed.

TEP shall attempt to monitor the number of missing or non-working distributed generation systems and
shall summarize its observations in its annual Compliance Report.
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Non-Residential Solar Daylighting

Attachment A
Qualifications for Non-Residential Solar Daylighting

The following equipment qualifications listed are mandatory requirements which must be met at the
time of project commissioning to receive a RECPP incentive. The installation guidance is intended to
provide consumers with information on installation and operation practices which are most likely to
support achieving the system's designed output. Installation guidance is mandated in order for a project
to receive a RECPP incentive, as it does reflect both industry and TEP concurrence on those practices
which are important for a technology to best achieve the designed output. In the future, additional
installation guidance items may be considered for inclusion as part of the equipment qualifications.

TEP acknowledges that many regulations and site-specific requirements may apply to the installation of
renewable energy technologies. TEP agrees that no requirement imposed by these technology criteria
shall be imposed in conflict with any other governmental requirements. Any RECPP-based
requirement, which is in conflict with a site-specific governmental requirement, shall be detailed in the
reservation request. All qualifying systems must adhere to the following requirements in addition to the
RECPP program requirements :

Equipment Qualifications
All systems shall include the following components as part of the day lighting system:

1. Skylights must adhere to the 2009 International Energy Conservation Code with regard to the U-
factor and solar heat gain coefficient and must have a minimum visible transmittance based on
the CPUC Savings by Design program (Note: U-value and SHGC ratings should be based on a
20 degree ratings, now standard through the NFRC):

o Maximum U-factor of 0.75
o Maximum solar heat gain coefficient of 0.35
o Minimum visible transmittance of 0.45

2. Skylight can be in a toplighting configuration only.
3. Skylight area may not exceed 3% of the gross roof area.
4. Skylights must be certified by the National Fenestration Rating Council (NFRC).
5. If artificial lighting systems remain a part of the installation, the system shall include automated

lighting control(s) which are programmed to keep electric lights off/dimmed during daylight
hours of sufficient solar insulation to provide minimum design illumination levels.

6. The system will have a material and labor warranty of at least five years.

Installation Guidance
All systems should be installed such that the skylight dome is substantially unshaded and have
substantially unobstructed exposure to direct sunlight between the hours of 9:00 a.m. and 3:00 p.m.

General Qualifications
1. The project must comply with applicable local, state, and federal regulations.
2. Products must be installed according to manufacturers' recommendations.
3. Installations must meet applicable governmental statutes, codes, ordinances, and accepted

engineering and installation practices.
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Non-Residential Solar Daylighting

5.

Systems must be permitted and inspected by the jurisdiction having authority over construction
projects in the customer's locale.
All major system components must be new and must not have been previously placed in service
in any other location or for any other application.
All renewable electricity generation systems must include a dedicated performance meter
(provided by TEP) which allows for measurement of system energy production. Certain odder
non-electric renewable energy production systems, noted below, will require customer supplied
metering for PBI payment calculation purposes.
If the qualifying system is grid-tied, the system must meet Arizona Corporation Commission
Interconnection Requirements for Self-Generation Equipment. See
http://images.edocket.azcc.gov/docketpdf/0000074361 .pd for these requirements.

4.

6.

7.

7-9



Additional Technologies with Prescriptive Incentives

Additional Technologies with Prescriptive Incentives:
(1) Biomass/Biogas or Geothermal Space Heating, Process Heating, or Space Cooling: Non-

Residential
(2) Biomass/Biogas, Hydro or Geothermal Electric

(3) Solar Space Cooling

Tucson Electric Power Company ("TEP" or the "Company") is committed to assisting our customers in
developing their own renewable generation resources, through a balanced and supportive renewable
energy distributed generation incentive program. Our goal is to create a program that will provide
incentives for affordable, environmentally sensitive, customer-sited renewable energy generation
systems to supplement TEP customer's energy needs. A properly designed system, matched to a
customer's energy use, will provide a reduction in utility bills through the use of renewable resources.
This program reflects our commitment to reduce the cost of developing renewable energy resources.

PROCESS FOR OBTAINING INCENTIVES

The process for obtaining incentives from TEP involves the flow of information between the applicant
and TEP. The following sections reflect the typical five-step process.

Step 1 - Reservation Request and Assignment of Reservation Status

Applicant Utility

Submit Raswvatinn
Request

Review Reservation

Request

Program
requirements

met? No

Notify
Cu§tc» mer

Ye s

Assign Rank

Funding
Avaliable'

Wait List Status
No

Y09

Return signed REC
PurchaseAgreement to

TEP

Send confirmation of
Reservation Status
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Additional Technologies with Prescriptive Incentives

The applicant must first submit the reservation request to TEP.8 The reservation request includes
information about the TEP customer on whose property the system will be located, the system, the
calculation of the incentive, and the installer of the system.

•

TEP will review the reservation request within 90 days of receipt of the request to ensure the application
conforms to program requirements.

Reservation requests for non-residential systems larger than 100 kW are assigned a rank based
on the lowest expected life cycle credit purchase cost and likelihood of construction.
In the event of a tie in the ranking, when the program would be fully subscribed if both projects
were given reservation status, funds will be awarded based on the date of receipt of the
completed reservation request.

•

If the reservation request is approved, TEP will send a confirmation to the applicant. A reservation
request may be denied for two different reasons, each with its own consequences:

The reservation request may be denied because it is not in conformance with program
requirements. In this case, TEP will send notice that the request is cancelled.
The reservation request may be denied because funding is not available. In this case, TEP will
send a notification to the applicant that the request will be placed on a waiting list.

•

After reviewing the reservation request, TEP will assign a reservation status.

Step 2 - Proof of Advancement

APPLICANT TEP

Meets Program
Requirements?

NO Cancellatlon`
notification /

YES

Applicants for non-residential systems larger than 100 kW must submit proof of project advancement to
TEP within 120 days of the date of reservation confirmation from TEP to retain the reservation. The
Proof of Project Advancement documentation for a non-residential project larger than 100 kW may
include the following:

8 Applicants with off-grid projects would submit a different version of the reservation request.
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If proof of project advancement is not received within the specified timeframe, the customer will be
notified that the reservation is cancelled. An appropriate written request for an extension may be
requested if circumstances require. The applicant has the option to reapply for funding after the
reservation has been cancelled. The request will be processed in the same manner as a new project
reservation and will be contingent upon availability of funding at the time the new application is
received.

Step 3 - Interconnection Inspection (for Grid-Tied Qualifying Systems with capacity larger than
100 kw)

A project agreement (between customer and installer),
An executed installation agreement including all project participants,
Building and/or construction permits and/or a full set of design development or construction
drawings (80% or more complete);
An executed interconnection agreement (if applicable), and
A letter from customer committing to utility-accepted in-service date.

NON-RESIDENTIAL APPLICANT

Additional Technologies with Prescriptive Incentives

YES

Pass Inspection?

TEP

no pl Ddlcluncy
notification I

Retaln Reserved siatua

Non-residential grid-tied qualifying systems of electrical generating capacity larger than 100 kW must
submit to and pass an interconnection inspection before the system can be commissioned. TEP conducts
the interconnection inspection and will notify the applicant of the results of the inspection. If the system
passes the interconnection inspection, the application retains the reservation. The applicant can keep the
reservation even if the system fails the initial interconnection inspection, as long as the deficiency is
remedied within 120 days from the date of the reservation confirmation, as described in Step 2.
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Step 4 - System Commissioning For Non-Residential Systems Larger Than 100 kW

*9

Applicant

Pa tea84

Additional Technologies with Prescriptive Incentives

System m Pa sec s

>

Issue Incentive Payment

Reviewtjommissioning
P ack ag e

Install meter at
customer site

Program
requirements

met?

C o n d u c t

P e r f or m a n c e

i n s p e c t i on

Yes

Utility

__ r

System Fails

No

Deficiency
Notification

. .

After the Non-Residential system larger than 100 kW has been commissioned, the applicant must submit
a commissioning package to TEP. TEP will review the commissioning package and confirm that all
program requirements have been met, including passing the interconnection inspection.

After receiving the commissioning package, TEP will dispatch a TEP representative to install the meter
at the system site. The meter will be certified according to the TEP standards. The customer must
provide access to the site during normal business hours so that the TEP representative can install the
meter.

In addition, TEP may, at its discretion, perfonn a conformance inspection of the system. TEP will
notify the applicant of the scheduled conformance inspection and the applicant must mace the system
available for inspect ion. In most cases in which a conformance inspection is conducted, an incentive
payment may not be issued until after a qualifying system has passed the conformance inspection.
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Cancellation
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Send confirmation of
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Additional Technologies with Prescriptive Incentives

Conditional Step - Extension / Cancellation

UTILITY APPLICANT

YES

install wlln Reservation
Tlmofram0? >( Inform Utlllty

NO

If all project requirements are not met within 365 days of the date of the reservation confirmation, the
applicant must apply for an extension to remain eligible for the incentive. TEP will trigger this request
for extension with a notice of the pending cancellation 60 days prior to the date of scheduled
cancellation. TEP will grant an extension for up to 90 days following timely receipt of a customer's
request for extension. TEP may approve written extension requests detailing the conditions for delay for
periods beyond 90 days under extenuating circumstances, or for systems larger than 1 MW.

If all program requirements have not been met within the reservation timeframe, a reservation request
will be cancelled unless an extension is granted.
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Additional Technologies with Prescriptive Incentives

Step 5 - Incentive Payment is Disbursed

Non-residential systems larger than 100 kW are eligible for a performance-based incentive ("PBI").
PBI Project Agreements will include the following terms:

All

1. A project agreement between the applicant(s) and TEP that details the assignment of energy and
RECs and the assignment of payment must be completed before payments can be disbursed.

2. At a minimum, quarterly meter reads will be performed by TEP and quarterly payments will be
made to the assigned payee within 30 days of the meter reading based on quarterly kph
production. If the payment due is less than $25.00, it will be held for the next payment period.

3. PBI payments will begin with the first quarterly production following receipt of the completed
system commissioning package and conformance inspection, if required, and continue for the life
of the agreement term. As part of this provision, it is understood that systems commissioned
mid-quarter will receive payment only for the production of that partial quarter.

TEP's payment of a PBI will assure TEP complete and irrevocable ownership of the REC for the full
duration of the PBI agreement. The agreement duration must fully coincide with the PBI payment
schedule and the system must be supported by system warranty or planned maintenance schedules for
the term of the agreement.

APPLICANT TEP

Meets Program
Hequlremsnts?

no ,( Cancellation \
notification )

YES

INCENTIVE LEVELS FOR ADDITIONAL TECHNOLOGIES

The additional distributed energy technologies in residential and small commercial applications are
eligible for performance-based incentives ("PBIs"). The PBI allows the customer to collect incentive
payments in direct relation to the actual system production. These incentive levels are specific to each
of the groups of technologies. Table 8 summarizes the incentive levels for these technologies for REC
agreements signed in 2010 or 2011; Table 9 summarizes the incentive levels for these technologies for
REC agreements signed in 2012, 2013, or 2014.

In all cases, incentive values listed in Table 8 and Table 9 are maximum values. PBIs are awarded
through a bid process, which is discussed later in this section. Applicants are encouraged to submit bids
requesting incentive amounts less than die maximums listed. Bids requesting a lower level of incentive

4
s
•
•
•
C
•
•
Q
•
•
•
•
•
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Small Hydro $0.060 $0.056 $0.054

Solar Space Cooling $0.129 $0.120 $0.115

•

•

•

•

•

•

•

Notes:
*Indicates that the incentive for 2011 has not yet been approved by die Arizona Corporation
Commission ("ACC" or time "Commission"). As such, these incentives are tentative and may change
pending ACC approval.

There is no incentive cap for non-residential systems other than annual program funding
considerations.
A PBI cannot exceed 60% of the real project costs, defined as the undiscounted total system cost
plus acceptable financing charges. Acceptable finance charges are finance charges used for the PBI
incentive cap calculation and cannot exceed the current prime interest rate plus 5%. Financing
charges must be disclosed as part of the commissioning package, if not disclosed before.
The customer must pay at least 15% of the project cost, after other government incentives (e.g., tax
credits) are considered. (See explanation of incentive calculation below.)
The CHP incentives may be used in combination for the appropriate components of one system.
The solar space heating and cooling incentives may be used in combination for the appropriate
components of the system.
Systems may not be eligible to receive RECPP incentives if other utility incentives are applied.
The process for determining annual kph savings for commercial solar pool heaters is this:
1. Determine whether or not the system has an OG-100 rating. If it does not, it is not eligible for the
program.
2. If it does have an OG-100 rating, find an OG-300 rating for comparable set of collectors.
3. Use Tucson data to find rated annual heat production for domestic water. (This calculation
assumes 300 days on which useful heat is produced.)
4. Multiply the annual savings determined by the OG-300 rating by (180/300). This adjustment
reflects the fact that pool heaters in Tucson realistically only produce useful heat on 180 days each
year.
5. The result is anticipated annual kph savings for the unit. This is multiplied by PBI level to
calculate annual incentive. TEP will retain the right to meter the system.

Additional Technologies with Prescriptive Incentives

payment than the maximum will have an increased chance of acceptance in the allocation ranking
process.

Table 8. Maximum Incentives for Additional Technologies for 2010and 2011

Technology/Application 10-Year REC
Agreement
Signed in 2010-11*
($A<WH)
$0.060
$0.035
$0.018
$0.015
$0.032
$0.024
$0.048

15-Year
Agreement
Signed in 2010-11*
($/kWH)
$0.056
$0.032
$0.017
$0.014
$0.030
$0.022
$0.045

REC 20-Year
Agreement
Signed in 2010-11*
($/kwH)
$0.054
$0.031
$0.016
$0.013
$0.029
$0.022
$0.043

REC

Biomass/Biogas (Electric)
Biomass/Biogas - CHP (Electric) 3
Biomass/Biogas - CHP (Thermal) 3
Biomass/Biogas (thermal)
Biomass/Biogas (cooling)
Geothermal - (electric)
Geothennal - (thermal)

Non-Residential Pool Heating $0.012 $0.011 $0.011
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•

•

•

•

•

•

•

I

Notes:
*Indicates that the incentives for 2012, 2013, and 2014 have not yet been approved by the Arizona
Corporation Commission ("ACC" or the "Comnlission"). As such, these incentives are tentative and
may change pending Commission approval.

There is no incentive cap for non-residential systems other than annual program funding
considerations.
A PBI cannot exceed 60% of the real project costs, defined as the undiscounted total system cost
plus acceptable financing charges. Acceptable finance charges are finance charges used for the PBI
incentive cap calculation and cannot exceed the current prime interest rate plus 5%. Financing
charges must be disclosed as part of the commissioning package, if not disclosed before.
The customer must pay at least 15% of the project cost, after other government incentives (e.g., tax
credits) are considered. (See explanation of incentive calculation below.)
The CHP incentives may be used in combination for the appropriate components of one system.
The solar space heating and cooling incentives may be used in combination for the appropriate
components of the system.
Systems may not be eligible to receive RECPP incentives if other utility incentives are applied.
The process for determining annual kph savings for commercial solar pool heaters is this:
1. Determine whether or not the system has an OG-100 rating. If it does not, it is not eligible for the
program.
2. If it does have an OG-100 rating, find an OG-300 rating for comparable set of collectors.
3. Use Tucsondata to find rated annual heat production for domestic water. (This calculation
assumes 300 days on which useful heat is produced.)
4. Multiply the annual savings determined by the OG-300 rating by (180/300). This adjustment
reflects the fact that pool heaters in Tucson realistically only produce useful heat on 180 days each
year.
5. The result is anticipated annual kph savings for the unit. This is multiplied by PBI level to
calculate annual incentive. TEP will retain the rt t to meter the system.

Additional Technologies with Prescriptive Incentives

Table 9. Maximum Incentives in 2012-2014 for Additional
Technology/Application 10-Year REC

Agreement
Signed in 2012-I4*
($/kwH)
$0.060
$0.035
$0.018
$0.015
$0.032
$0.024
$0.048
$0.060
$0.129
$0.012

Technologies
15-Year REC
Agreement
Signed in 2012-14*
($/kwH)
$0.056
$0.032
$0.017
$0.014
$0.030
$0.022
$0.045
$0.056
$0.120
$0.011

20-Year
Agreement
Signed in 2012-14*
($/kWH)
$0.054
$0.031
$0.016
$0.013
$0.029
$0.022
$0.043
$0.054
$0. 115
$0.011

REC

Biomass/Biogas (Electric)
Biomass/Biogas - CHP (Electric) 3
Biomass/Biogas .- CHP (Thermal) 3
Biomass/Biogas (thermal)
Biomass/Biogas (cooling)
Geothermal - (electric)
Geothermal - (thennal)
Small Hydro
Solar Space Cooling
Non-Residential Pool Heating
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System Cost for a solar space heating system will not include the cost of any passive thermal storage or
the cost of the building heating system itself. It will include the cost of new materials and installation of
active thennal storage, expansion tanks, controls, tempering valves, piping, vents, drains, safety valves
and all freeze protection.

The incentive amount will be calculated at the time the application is approved for reservation. If
federal or state incentives change during the period of time after the reservation approval, the incentive
amount reserved will not be changed as long as the reservation is not cancelled.

TEP's payment of a PBI will assure TEP complete and irrevocable ownership of the REC for the full
duration of the PBI agreement. The agreement duration must fully coincide with the PBI payment
schedule and the system must be supported by system warranty or planned maintenance schedules for
the term of the agreement.

PROJECT FUNDING

Non-residential funds will be committed as bids are accepted, funds will not be placed in reserve for
later in the year. As a result, the budget may be committed before the end of Me year. Funds will be
made available to projects based on a ranking generated by lowest expected life cycle credit purchase
cost as provided in the application and verified by TEP, as well as likelihood of construction. Projects
submitted to the utility for reservation will be ranked based on a calculated index value for purposes of
allocating non-residential funds as proposed in the application and verified by TEP. Lowest lifecycle
cost projects will be funded first. Indexing of the non-residential projects will be performed based on
the verified incentive values and duration of the proposed agreement in the application for that project.
In addition, the bid evaluator assesses the likelihood that the project will be completed. Projects with
higher incentive payments result in a higher expected life cycle credit purchase cost and projects that
produce more kph result in a lower expected life cycle credit purchase cost. In the event of a tie in the
ranking, when the program would be fully subscribed if both projects were given reservation status,
funds will be awarded based on the date of receipt of the completed reservation request.

Reservation requests will reviewed by the utility on a monthly basis. Once reservation requests are fully
ranked each month, notification of reservation approvals and rejections will be made in conformance
with the rankings and available funding.

Funds unused in one period will be equally divided among the remaining periods in that year. Funds
allocated to non-residential projects will not roll forward from one year to the next. Reservations which
are rejected as a result of insufficient program iiunds may elect to carry forward into the next period and
retain the original reservation date. The election must be made at the time of the original application.
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THE FINE PRINT

In addition to the other requirements described in this hand book, there are two other types of program
details of which system owners and installers should be aware:

1. Installer qualifications
2. System removal

These are described in further detail below.

Installer Qualifications

All systems receiving incentives under the RECPP must be installed by a qualified installer. The
following requirements must be submitted by the applicant as part of the reservation request. TEP will
verify that the installer meets the following minimum qualifications prior to confirming a reservation
request:

3. The installer must possess a valid license on file with the Arizona Registrar of Contractors
("AZROC") with a license classification appropriate for the technology being installed.
Alternatively, the installer must identify use of a contractor holding an appropriate license on tile
with the AZROC for the technology being installed. A copy of the AZROC license must be
provided as part of the reservation request.

4. The installer must possess an Arizona business license that is active and ire good standing.

Installers may request that the above information be retained on file with TEP, however, under this
option die installer must certify that the information on file remains current with the submission of each
reservation request. IrNormation on file must be renewed yearly.

System Removal

If receiving a PBI, the Qualifying System or any components thereof shall not be removed from the
premises until the last day of the final month of the final full calendar year of the applicable incentive
payment term in the Agreement following completion of system installation of the renewable energy
system, without express agreement from TEP. If the Qualifying System is removed in violation of this
provision, customer shall immediately reimburse TEP all incentive amounts paid by TEP to customer or
on behalf of customer to an authorized third party.

In addition, if a Qualified System is removed, TEP shall monitor that specific customer site to ensure
that an additional incentive is not provided for any new distributed renewable energy resource system on
that site until the REC contracted operational life of the original system has been completed.

TEP shall attempt to monitor the number of missing or non-working distributed generation systems and
shall summarize its observations in its annual Compliance Report.
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Attachment A
Qualifications for Biomass/Biogas or Geothermal Space Heating,
Process Heating or Space Cooling: Non-Residential Applications

The following equipment qualifications listed are mandatory requirements which must be met at the
time of project commissioning to receive a RECPP incentive. The installation guidance is intended to
provide consumers with information on installation and operation practices which are most likely to
support achieving the system's designed output. Installation guidance is mandated in order for a project
to receive a RECPP incentive, as it does reflect both industry and TEP concurrence on those practices
which are important for a technology to best achieve the designed output. In the future, additional
installation guidance items may be considered for inclusion as part of the equipment qualifications.

TEP acknowledges that many regulations and site-specific requirements may apply to the installation of
renewable energy technologies. TEP agrees that no requirement imposed by these technology criteria
shall be imposed in conflict with any other governmental requirements. Any RECPP-based
requirement, which is in conflict with a site-specific governmental requirement, shall be detailed in the
reservation request. All qualifying systems must adhere to the following requirements in addition to the
RECPP program requirements :

Equipment Qualifications
1. Biomass/Biogas or geothermal system installations involving a regulated boiler or pressure

vessel are required to comply with all Arizona state boiler regulations, provide a qualifying
boiler inspection identification number; and keep all applicable permits in good standing.

2. Energy savings and designed output for the system will be verified by submitting either a testing
certification for a substantially similar system prepared by a publicly funded laboratory or by
submitting an engineering report stamped by a registered professional engineer. The engineering
report shall provide a description of the system and major components, design criteria and
performance expectations, applicable standards and/or codes, and a brief history of components
in similar applications.

3. Energy production for space heating, space cooling arid process heating will be calculated as one
kph of energy per 3,415 Btu of useful heat delivered by the system as measured by a dedicated
heat delivery measuring meter and used by the building space or process.

4. The system will have a material and labor warranty of at least five years.
5. The system must meet Arizona DEQ environmental standards.

Installation Guidance
Because of the individual nature of biomass/biogas or geothermal systems, care should be taken to make
sure the system complies with all applicable permitting and regulatory requirements including, but not
limited to, air emission standards and air permit regulations.

General Qualifications
1. The project must comply with applicable local, state, and federal regulations.
2. Products must be installed according to manufacturers' recommendations.
3. Installations must meet applicable governmental statutes, codes, ordinances, and accepted

engineering and installation practices.
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Additional Technologies with Prescriptive Incentives

4.

5.

6.

Systems must be permitted and inspected by the jurisdiction having authority over construction
projects in the customer's locale.
All major system components must be new and must not have been previously placed in service
in any other location or for any other application.
All renewable electricity generation systems must include a dedicated performance meter
(provided by TEP) which allows for measurement of system energy production. Certain other
non-electric renewable energy production systems, noted below, will require customer supplied
metering for PBI payment calculation purposes.
If the qualifying system is grid-tied, the system must meet Arizona Corporation Commission
Interconnection Requirements for Self-Generation Equipment.
See http://imagesedocket.azcc.gov/docketpdf/000007436l.pdf for these requirements.

7.
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Attachment B
Qualifications for Biomass/Biogas, Hydro, or Geothermal Electric

The following equipment qualifications listed are mandatory requirements which must be met at the
time of project commissioning to receive a RECPP incentive. The installation guidance is intended to
provide consumers with information on installation and operation practices which are most likely to
support achieving the system's designed output. Installation guidance is mandated in order for a project
to receive a RECPP incentive, as it does reflect both industry and TEP concurrence on those practices
which are important for a technology to best achieve the designed output. In the future, additional
installation guidance items may be considered for inclusion as part of the equipment qualifications.

TEP acknowledges that many regulations and site-specific requirements may apply to the installation of
renewable energy technologies. TEP agrees that no requirement imposed by these technology criteria
shall be imposed in conflict with any other governmental requirements. Arly RECPP-based
requirement, which is in corNlict with a site-specific governmental requirement, shall be detailed in the
reservation request. All qualifying systems must adhere to the following requirements in addition to the
RECPP program requirements

Equipment Qualifications
1. Biomass/Biogas, Hydro or Geothermal system installations involving a regulated boiler or

pressure vessel are required to comply with all Arizona state boiler regulations, provide a
qualifying boiler inspection identification number; and keep all applicable permits in good
standing.

2. System must include a dedicated performance meter to allow for monitoring of the amount of
electricity produced.

3. Pre-operational/or pre-commissioning energy savings and design output for the system will be
verified by submitting either a testing certification for a substantially similar system prepared by
a publicly funded laboratory or by submitting an engineering report stamped by a qualified
registered professional engineer. The engineering report shall provide a description of the
system and major components, design criteria and performance expectations, applicable
standards and/or codes, and a brief history of components in similar applications.

4. The system will have a material and labor warranty of at least five years.
5. The system must meet Arizona DEQ environmental standards.

Installation Guidance
Because of the individual nature of biomass/biogas hydro or geothermal systems, care should be taken to
make sure the system complies with all applicable permitting and regulatory requirements including, but
not limited to, air emission standards and air permit regulations.

General Qualifications
1. The project must comply with applicable local, state, and federal regulations.
2. Products must be installed according to manufacturers' recommendations.
3. Installations must meet applicable governmental statutes, codes, ordinances, and accepted

engineering and installation practices.
4. Systems must be permitted and inspected by the jurisdiction having authority over construction

projects in the customer' s locale.
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5.

6.

7.

All major system components must be new and must not have been previously placed in service
in any other location or for any other application.
All renewable electricity generation systems must include a dedicated performance meter
(provided by TEP) which allows for measurement of system energy production. Certain other
non-electric renewable energy production systems, noted below, will require customer supplied
metering for PBI payment calculation purposes.
If the qualifying system is grid-tied, the system must meet Arizona Corporation Commission
Interconnection Requirements for Self-Generation Equipment.

See http://images.edocket.azcc.gov/docketpdf/0000074361.pdf for these requirements.
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Attachment C
Qualifications for Solar Space Cooling

The following equipment qualifications listed are mandatory requirements which must be met at the
time of project commissioning to receive a RECPP incentive. The installation guidance is intended to
provide consumers with information on installation and operation practices which are most likely to
support achieving the system's designed output. Installation guidance is mandated in order for a project
to receive a RECPP incentive, as it does reflect both industry and TEP concurrence on those practices
which are important for a tecimology to best achieve the designed output. In the iiuture, additional
installation guidance items may be considered for inclusion as part of the equipment qualifications.

TEP acknowledges that many regulations and site-specific requirements may apply to the installation of
renewable energy technologies. TEP agrees that no requirement imposed by these technology criteria
shall be imposed in conflict with any other governmental requirements. Any RECPP-based
requirement, which is in conflict with a site-specific governmental requirement, shall be detailed in the
reservation request. All qualifying systems must adhere to the following requirements in addition to the
RECPP program requirements :

Equipment Qualifications
1. The minimum cooling capacity of the system will be 120,000 BTU (10 tons) per hour.
2. Solar collector panels used will have a Solar Rating and Certification Corporation ("SRCC")

OG-100 rating or laboratory documentation showing the panel energy output under controlled
and replicable test conditions.

3. Energy savings and designed output for the system will be verified by submitting either a testing
certification for a substantially similar system prepared by a publicly funded laboratory or by
submitting an engineering report stamped by a registered professional engineer. The engineering
report shall provide a description of the system and major components, design criteria and
performance expectations, applicable standards and/or codes, and a brief history of components
in similar applications.

4. System must include a dedicated performance meter to allow for monitoring of the amount of
heat input to the thermal cooling device or system. Energy production will be calculated at one
kw-m per 3,415 Btu of metered heat delivered to the thermal cooling device or system.

5. The system will have a material and labor warranty of at least five years.
6. TEP reserves the right to modify standards as technology changes on a case by case basis,

pending independent laboratory analysis, Professional Engineer ("PE") stamp, or TEP
engineering analysis

Installation Guidance
1. The horizontal tilt angle of the collector panels should be between 20 and 60 degrees and an

azimuth angle should be between +/- 45 degrees of south.
2. All systems should be installed such that the energy collection system is substantially unshaded

and should have substantially unobstructed exposure to direct sunlight between the hours of 9:00
a.m. and 3:00 p.m.

3. The system installation should comply with the design manual.
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Additional Technologies with Prescriptive Incentives

General Qualifications
1. The project must comply with applicable local, state, and federal regulations.
2. Products must be installed according to manufacturers' recommendations.
3.  Insta lla t ions must  meet applicable governmental sta tutes,  codes,  ordinances,  and accepted

engineering and installation practices.
4. Systems must be permitted and inspected by the jurisdiction having authority over construction

projects in the customer's locale.
5. All major system components must be new and must not have been previously placed in service

in any other location or for any other application.
6.  All renewable electr icity genera t ion systems must  include a  dedica ted per formance meter

(provided by TEP) which allows for measurement of system energy production. Certain other
non-electric renewable energy production systems, noted below, will require customer supplied
metering for PBI payment calculation purposes.

7. If the qualifying system is grid-tied, the system must meet Arizona Corporation Commission
Interconnection Requirements for Self-Generation Equipment.
See http://images.edocket.azcc.,gov/docketpdf/000007436l .pd for these requirements.
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Technologies Not Specifically Included in TEP's RECPP

Technologies without Technology Specific Criteria

Technology specific criteria have not yet been developed for the following qualifying technologies:
Fuel Cells
Other

•

•

For applicants requesting incentives for these technologies or for applicants requesting installation of a
technology with specific project technology criteria, but where some criteria cannot be met, the
applicant will need to submit design and output documentation.

Applicants installing these systems will, at a minimum, need to provide an energy savings and designed
output report for the system. The report must include either a testing certification for a substantially
similar system prepared by a publicly funded laboratory or an engineering report stamped by a qualified
registered professional engineer. The engineering report and/or testing certification shall provide a
description of the system and major components, design criteria and performance expectations,
applicable standards and/or codes, and a brief history of components in similar applications. Additional
information may be required as part of the RECPP requirements.
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Non-Conforming Projects

Non-Conforming Projects

Non-conforming projects will be identified as the Program evolves. Incentive levels for such projects
will be calculated based on TEP engineering analysis, independent laboratory analysis, and/or
professional engineering ("PE") stamps. Non-conforming projects that prove combined economic and
renewable energy value will be allowed appropriately calculated incentives within the RECPP.
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Appendix 1: Incentive Summary Tables

Appendix 1: Incentive Summary Tables
RECPP CONFORMING PROJECT INCENTIVE MATRIX
2010 and 2011 Program Year

Technology/Application

UP FRONT
INCENT IVE l

20-Year REC
Agreement

10-Year REC Agreement 2
l0-Year Payment

(S/kwH)

I5-Year REC Agreement z
l5-Year Payment

($/kWH)

20-Year REC
Agreement 2

20-Year Payment
($/kW H)

0.054BIOMASS/BIOGAS (Electric) NA

NA

0.060 0.056

BIOMASS/BIOGAS - CHP (Electric) 3
BIOMASS/BIOGAS -- CHP (Thermal) 3

0.035
0.018

0.032
0.017

0.031
0.016

BIOMASS/BIOGAS (thermal)

BIOMASS/BIOGAS (cooling)

DAYLIGHTING (Non-Residential)

NA

NA

0.015

0.032

N A

0.014

0.030

N A

0.013

0.029

N Aso. l8/kwH 7
See this note for clarification

GEOTHERMAL - (electric)
GEOTHERMAL -. (thermal)
Ground Source Heat Pump- (cooling)

N A
N A

$500/ton

0.024
0.048
N A

0.022
0.045
N A

0.022
0.043
N A

SMALL HYDRO NA 0.060 0.056 0.054

SMALL WIND (grid-tied)4
SMALL WIND (off-grid)4

$2.25/Watt AC
$1.80/Watt AC

NA
NA

NA
NA

NA
NA

$3.00/Watt Do s
$2.50/Watt DC B

NA

NA
NA

0.182

N A
N A

0.168

NA
NA

0.162

SOLAR ELECTRIC:
RESIDENTIAL (GRID-T IED)

Non-Residential (Grid-Tied) 100 kW or less
NON-RESIDENTIAL (GRID-TIED)

More than 100 kW
RESIDENTIAL (OFF-GRID)
NON-RESIDENTIAL(OFF-GRID)

$2.00/Watt Dc s
$2.00/Watt DC s

NA
NA

NA
NA

NA
NA

SOLAR SPACE COOLING 5 NA 0. 116

NA

0. 108

NA

0. 104

NASOLAR WATER HEATING/SPACE
HEATING s.9,10 (Non-Residential, 35,000
annual kph output production equivalent or
less)

$750 plus
$0.50/kWH

$750 plus
$0.25/kWH

NA NA NARESIDENTIAL SOLAR WATER/SPACE
HEATING (35,000 annual kph output
productionequivalent or less)6.9.10

NON-RESIDENTIAL POOLHEATING NA 0.012 0.01 l 0.011

Notes:

l)
2>

3)
4)
5>
6)

7)
8)
9)

Residential projects are eligible for an up front incentive (UFI)). UFI payments can not exceed 60% of the cost of renewable energy equipment.
Non~residential systems under 100 kW is a UFI but can be a PBI. Non-residential 100 kW and greater is PBI only. The total of payments under
a production based incentive can not exceed 60% of the project costs for any project,
The CHP incentives may be used in combination for the appropriate components of one system.
This PBI applies to a maximum system size of l MW.
The solar space heating and cooling incentives may be used in combination for the appropriate components of one system.
This category includes both traditional water heating and those systems combined with residential solar water heating used for space heating.
Space heating applications require a report detailing energy saving for the complete system.
Rate applies to measured first five years of energy savings only. Payments are made over a live year period.
Some UFI based installations will require an adjustment of the incentive as detailed in the PV Incentive Adjustment Chart.
Energy savings rating is based on the SRCC OG-300 published rating or the TEP-RECPP Space Heating Calculator. The customer contribution
must be a minimum of l5% of the project cost after accounting for and applying all available Federal and State incentives.

l 0 ) Rate applies to forecast/measured first year energy savings only.
NA - Not Available
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Appendix 1: Incentive Summary Tables

RECPP CONFORMING PROJECT INCENTIVE MATRIX
2012 through 2014 Program Year

Technology/Application

UP FRONT
INCENTIVE l
20-Year REC

Agreement
I0-Year REC Agreement 2

10-Year Payment
(S/kwH)

I5-year REC Agreement 2
15-Year Payment

($/kWH)

BIOMASS/BIOGAS (Electric) NA

NA

0.060 0.056

20-Year REC
Agreement 2

20-Year Payment
(5/kWH)

0.054

BIOMASS/BIOGAS - CHP (Electric) 3
BIOMASS/BIOGAS .. CHP (Thermal) 3

0.035
0.018

0.032
0.017

0.031
0.016

BIOMASS/BIOGAS (thermal)

BIOMASS/BIOGAS (cooling)

DAYLIGHTING (Non-Residential)

NA

NA

0.015

0.032

N A

0.014

0.030

N A

0.013

0.029

N A
7

$0. l8/kwH
See this note for clarificatkm

GEOTHERMAL - (electric)
GEOTHERMAL - (thermal)
Ground Source Heat Pump (cooling)

N A
N A

$500/ton

0.024
0.048
N A

0.022
0.045
N A

0.022
0.043
N A

SMALL HYDRO NA 0.060 0.056 0.054

SMALL wlnD (gtid-fiedi4
SMALL WIND (off-grid) 4

$2.25/Watt AC
$1.80/Watt AC

NA
NA

NA
NA

NA
NA

$3.00/Watt DC 8
$2.50/Watt DC 8

N A

NA
NA

0.182

NA
NA

0.168

NA
NA

0.162

SOLAR ELECTRIC:
RESIDENTIAL (GRID-TIED)

Non-Residential (Grid-Tied)20 kW or less
NON-RESIDENTIAL (GRID-TIED)

More than 20 kW
RESIDENTIAL (OFF-GRID)
NON-RESIDENTIAL (OFF-GRID)

$2.00/Watt Do s
$2.00/Watt DC 8

NA
NA

NA
NA

NA
NA

SOLAR SPACECOOLING 5 NA 0. 116

NA

0. 108

NA

0. 104

NASOLeR WATER HEATING/SPACE
HEATING 5.9.10 (Non-Residential, 35,000
annual kph output product ion equivalent or
less)

$750 plus
$0.50/kW H

$750 plus
$0.25/kWI-I

NA NA NARESIDENTIAL SOLAR WATER/SPACE
HEATING (35,000 annual k p h output
production equivalent or less) 6.9.10

NON-RESIDENTIAL POOL HEATING NA 0. 116 0. 108 0. 104

Notes:

I )
2)

3)
4)
5)
6)

7)
8)
9)

10)

Residential projects are eligible for an up front incentive (UFI)). UFI payments can not exceed 60% of the cost of renewable energy equipment.
Non-residential systems under 100 kW is a UFI but can be a PBI, Non-residential 100 kW and greater is PBI only. The total of payments

under a production based incentive can not exceed 60% of the project costs for any project.
The CHP incentives may be used in combination for the appropriate components of one system.
This PBI applies to a maximum system size of l MW.
The solar space heating and cooling incentives may be used in combination for the appropriate components of one system.
This category includes both traditional water heating and those systems combined with residential solar water heating used for space heating.
Space heating applications require a report detailing energy saving for the complete system.
Rate applies to measured first five years of energy savings only. Payments are made over a five year period.
Some UFI based installations will require an adjustment of the incentive as detailed in the PV Incentive Adjustment Chart.

Energy savings rating is based on the SRCC OG-300 published rating or the TEP-RECPP Space Heating Calculator. The customer
contribution must be a minimum of 15% of the project cost after accounting for and applying all available Federal and State incentives.

Rate applies to forecast/measured first year energy savings only.
NA - Not Available
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Appendix 1: Incentive Summary Tables

Appendix 2: Glossary of Terms

ACC - Arizona Corporation Commission.

AZROC - Arizona Registrar of Contractors.

Applicant - Utility customer of record for the Utility Revenue Meter located at the installation site; a
builder of die structure (residential or non-residential) who will reserve and install the Qualifying
system, or for an off-grid Qualifying System, the property owner for the installation site located within a
Utility's service territory.

Arizona Business License - A business license issued by the ACC.

Cancelled - Reservation Status indicating that a Reservation has been terminated, funding is no longer
allocated, and the utility has removed the reservation from the funding queue.

Cancellation - The termination of the Reservation.

Commissioned - Qualifying System certified to be in operation.

Commissioning Package- Written verification signed by the installer and the customer confirming that
the system has been installed in conformance with the approved reservation and Mat the system is ready
for operation.

Conforming Project - Any project utilizing a renewable technology listed in Attachment D.

Conformance Inspection - Inspection performed by the utility to verify that the system has been
installed and operates in conformance with the Reservation application.

Customer -. Utility customer of record for the Utility Revenue Meter located at the installation site or a
builder of the structure (residential or non-residential) who will reserve and install the Qualifying
System.

Extension -- The extension of the Reservation Timeframe.

Installer - The entity or individual responsible for the installation of a qualifying system.

Interconnection Inspection - Inspection performed by the utility to confirm that the system can be
safely interconnected to the power grid.

Non-Conforming Project - Non-condorming projects include, but are not limited to, projects with
staged completion dates, multi-customer or multi-system projects, projects involving more than one
technology, projects requiring new or unique agreement terms, projects with technologies for which
qualification standards have not been developed or projects requiring non-standard timeframes.
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Appendix 1: Incentive Summary Tables

Performance Based Incentive ("PBI")
equivalent kphof energy savings.

Incentive based on a rate per actual kph output or on

Project Costs - System Costs plus financing costs.

Proof of Project Advancement - Documentation demonstrating that a project is progressing on
schedule and is staged for Commissioning on or before the end of the Reservation Timeframe.

Qualifying System- Distributed renewable energy systems meeting the qualifications for production of
qualified Renewable Energy Credits in Arizona acceptable to the Arizona Corporation Commission as
they may be defined for affected utilities to meet any renewable energy standards.

Renewable Energy Credit ("REC") - One Renewable Energy Credit is created for each kph, or kph
equivalent for non-generating resources, derived from an eligible renewable energy resource. RECs
shall include all environmental attributes associated with the production of the eligible renewable energy
resource.

Reservation - A dollar amount committed by the utility to ftmd a project if all program requirements
are met.

Reservation Status - Indicator relating to approval or denial of a Reservation request. If a Reservation
is approved, the Reservation Status is Reserved. If a Reservation request is denied, the Reservation
Status is either Cancelled or Wait Listed.

Reserved - Status indicating the acceptance of a Reservation request.

Reservation Timeframe .- The duration of the utility's funding commitment for a Reservation.

System Costs - Costs associated with the Qualifying System components, direct energy distribution,
system control/metering, and standard installation costs directly related to the installation of the
Qualifying System.

Up Front Incentive (UFI) - One time incentive payment based on system capacity or estimated energy
kph production rather than on measured system output.

Wait List - Status indicating Applicant has met program requirements, but the Utility has insufficient
funding to commit to funding the project.
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Exhibit 2
TEP Renewable Energy Standard Tariff

Cost Recoverv Factors Definition for 2010

Total REST Budget 2010: 31,803,701

Purchased Renewable Energy:
Above Market Cost of Conventional Generation calculated annually on hourly data per MCCCG Matrix "°

Transmission direct-use cost all

11 ,aa1 ,ala

480,000

200,000

Transmission line-loss cost

Grid management ancillary services and day-ahead unit commitment cost

Grid stability analysis cost allocation. EPRI research, & other RE research costs x

Fuel and maintenance S assoc. w/ increased CT use and load range ramp cycles to manage over/under scheduled RE

RFP preparation. issue and evaluation cost ea

Independent Auditor cost ah

Loss of revenue from off-system sales due to transmission constraints created by transmission allow. to RE PPA

Labor overhead allocation cost for purchased renewable power contracts u

In-state renewable resource economic development premium payment cost

$
$

$

$

s

$

$

$

s

10,000

25,000

Total
--

50,000
as,0oo

12,131 ,633

s
$
$
$
$
$
$
$
$
$

21 ,9ae,70e

5,369,000

700,000

90,000

180,000

300,000

92,000

7s,000

400,000

750,000

$
$ 100,000

Customer Sited Distributed Renewable Energy :

Up-front subsidy payment to customers' cost no

Annual production-based performance payment to customers' cost nm

Builder solar energy system program no

Interconnection and net meter application processing labor cost Ba

Acceptance testing cost "¢

Customer technical support cost ht

Annual meter reading cost rm

Support tools, materials, transportation and supply cost Bil

Direct imemal labor cost for administration of the customer sited renewable generation program ht

Outside services and internal labor for outreach, marketing materials, education and website maintenance cost Ra

Grid management cost study, EPRl research, and other RE research inf

Grid stability analysis and interconnection cost allocation

Cost-of-service contracts for outside labor for inspections and maintenance al

Loss of revenue from the fixed-cost portion of customer charges displaced by customer self generation

Utility Performance Incentives

Customer Self-directed Program $

Total*
-  n

210,000

a0,149,10s

$

$

$

$

$

$
$

50,000
Information Systems Integration Costs:

Annual administrative CC&B cost database upgrades a

Database and customer interface program development and program revision cost

Capital A&G load allocations for above development work

CC&B incremental transaction allocation cost for CC&B support Cb

Work Management System work type and time charging expansion

Geospatial Information System integration

Asset Management System data repository integration

T o t a l * * s

s0,000

100,000

100,000
75,000

375,000

Net Metering:
64,449

10,340
Direct material cost for meters do

Direct energy credit purchase cost (la mo. True-up) Rh

Time-of-Use Net Metering Programdevelopment cost

Net Metering data interval recording for load research and program metrics evaluation do

Communications for Net Meteringdata retrieval

$

$

$

$
$

s

7o,ooo

Total*** 144,089

Reporting:
Annual Compliance Report and hearing cos!el

Annual Planning and ImplementationReport and hearing cost Eb

Annual Tariff review and hearing cost 1.'¢

Total****

s
$
$
s

50,000

100,000
100,000

115,000



$

$

$

$

$

$

s

$

$

$
$

s

250,000

2s,000

15,000

10,000

10,000

Outside Coordination and Support:
Support provided to University research projects (Ag. AzRise) fa

Support through providing infonnalion and answering questions of national energy labs cost m

Support through providing information and testing equipment of renewable energy equipment vendors cost ac

Responding to renewable energy questions from lion TEP customers' cost Ra

Support of outside service territory renewable energy interest cost Fe

WREGIS and other renewable energy certification agency fee cost

Utility W ind Interest Group fee cost fr

Solar Electric Power Association fee cost fa

Other renewable energy association fees as needed cost Ni

Training, travel, memberships. periodicals. etc, cost n

Labor allocation cost for outside coordination and support fl

5,000

4,so0

10,000

80,000
11s,000

T o t a l * * * * * 427,000

$ 400,000

Renewable Energy Hardware Development:
Technology development projects - ground source heat pumps, solar test yard, residential wind generation, etc. cost gt

Springerville addition l MW

AzRise matching buildout for Stimulus funds ._ MW

Energy storage demonstration project cost Cb

Operation and maintenance of renewable generation systems cost be

Renewable energy resource monitoring program cost Gd

Support of Arizona-wide renewable energy studies cost 1°

Up-front funded renewable technology construction cost gr

Development of wind and solar forecasting program costs n

Development of load-shed systems for managing rapid changes in renewable energy generation levels cost go

Property taxes, sales taxes and insurance for renewable energy hardware costs gt

labor overhead, Stores loads, allocation cost for renewable energy hardware development :J

$
$
$
s
$
$
$
$
$

50,000

Total s 4so,oco

2010 Program Cost s 43,852,428

Overcollection of REST Funds from 2008
Remainder of Springerville and TAA Project (From 2009 Overcollection)
Grand Total
* $105,000 removed from "other" line items in DG budget to conform to staff's budget

** $25,000 removed from IT projects to conform to staffs budget

*** $700 removed from net metering to conform to staff's budget

**** $75,000 removed from reporting costs to conform to staffs budget

***** $97,500 removed from outside support (not AzRise) to conform to staff's budget

s
s
s

(6,448,727)

(s,eco,ooo)

31 ,803,701



Notes:

aa: 190.567 MWh @ $59.46 per MWH above cost of MCCCG - Purchased Power. Contracts are in addition to existing power purchase

contracts. costs are incremental and caused by renewable purchased power contracts.

ab' Cos! of acquiring transmission from a third party provider for the am quarter d 2010.

ac: Cost of performing annual analysis of hourly delivery intermittencies on grid stability in order to better understand grid impact of

intermittent generation sources. Also used to enhance forecasting of renewable development. This reteach is in addition to existing power

purchase analysis. Also includes costs for research performed by EPRI and other sources.

ad: Internal development. review, posting, query response, evaluation. contract development and close out - internal TEP personnel, 120

hours. RFPs are in addition to existing power purchase RFPs, costs are incremental and caused by renewable purchased power.

ah: Historic cost basis.

of: Contract administration, settlement review. payment approval. internal overhead - internal TEP personnel, 200 hmm Contracts are in

addition to existing power porch Se contracts. costs are incremental and caused by renewable purchased power contracts.

be: Residential & Small Commercial - est, 75% will be PV, 25% will be SDHW. See Exhibit I

bb: Commercial PBI: Solar PV - 100% * 21.7 GWh/yr/ @ $0.16 = $3.5M. Additional payments from 2008-2009 add $3.7rv1.

be: Assumes an incremental .50 /watt DC for 300 homes with an average panel size of 5kwDc.

bd: assume l FTE - 601 PV units &365 ha water/wind @ 1000 units/person/year.

be: assume 2 FTE - 601 PV units & 365 hot water/wind @ 500 unitslperson/year.

bf: assume 2 FTE - 601 PV units &365 hot water/wind @ 500 units/person/year + large commercial.

be: Historic cost basis

bh: Vehicles, small tools, and consumables for 2 mobile units

bi: 3 supervisory/managerial people

bj: Direct-outreach education expense with providers. Includes media purchases, priming, and design.

bk: Study to perform cost/benefit analysis of distributed generation to TEP specific grid characteristics. Will allow TEP to determine location

preferences for DG, revenue losses, other costs or benefits. Also includes research performed by EPRI or other sources.

bl: Used for annual inspections, customer support. Based on historic costs extrapolated to 1,200+ customers from $25,000/year for 300

customers.

ca: Estimate - discovery in progress - new programming.

Cb: Estimate - discovery in progress - database upgrades.

do: approximately 546 net meters @ $118 incremental cost per meter

db: Estimate based upon approx. 1400 PV systems @ average 148 kph credit @ $0.05 per kph

do: Future One-Quarter time for an energy analyst to collate data, prepare analysis and review cost impacts and effect on lost revenues of net

metering.

ea: Historic cost basis. extrapolated to a larger program with more reporting factors.

eb: Historic cost basis, extrapolated to a larger program with more reporting factors.

ac' Historic cost basis. extrapolated to a larger program with more reporting factors.

fa: Funding support for projects to fund renewable research at such entities as AzRise.

Tb: Historic cost basis., extrapolated to a larger program with more reporting factors. Program manager level respondent.



fc: Historic cost basis. extrapolated to a larger program with more reporting factors. Program manager level respondent.

fd: Historic cost basis. extrapolated to a larger program with more reporting factors. Administrative level respondent.

fe: Historic cost basis, extrapolated to a larger program with more reporting factors. Administrative level respondent.

ff: AWEA and potential AZ specific wind development

fg~ Historic based.

fh: Historic based. Biomass, geothermal. etc.

ft: Historic based

fj: Historic cost basis, extrapolated to a larger program with more reporting factors.

go: Estimated based on project size and mix.

Cb: Estimated based on project size and mix.

gc: Historic based. OH, DAMP and SASS

Gd: Historic based.

ge: Histodc based.

gr: Operating Headquarters Test Yard

go: Matching funds for grants in application.

go: Matching funds for grants in application.

gt: Historic based.

•
•
•

•
•
a
9
•
g
0
•

•
•
u
•
•
•
c
•
O
¢
•
0
0
•
•
•

gt: Calculated as l0% of internal labor costs = $0 plus 2% of transaction costs = $0 Total = $0
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Renewable Energy Standard and Tariff Surcharge
REST-TS1

Renewable Energy Program Expense Recovery
A UniSource Energy Company

APPLICABILITY

Mandatory, non-bypassable surcharge applied to all energy consumed by all customers throughout Company's entire electric service area.

RATES
For all energy billed which is supplied by the Company to the customer, the price shall be $0.008636 per kph of metered monthly energy
consumption on all kph consumed per meter that month up to and including a monthly cap of:

For Residential customers:

For Small Commercial customers:

For Large Commercial customers:

For Industrial customers:

$3.20 per month

$160.00 per month

$760.00 per month

$3,600.00 per month

Notes: (1) A Large Commercial customer is one with monthly demand greater or equal to 200 kW but less than 3,000 kw.
(2) An Industrial customer is one with monthly demand equal to or greater than 3,000 kw.For non-metered services, the

lesser of the load profile or 0thennise estimated kph required to provide the service in question, or the sen/ice's contract
kph shall be used in the calculation of the surcharge.

This charge will be a line item on customer bills reading "Renewabte Energy Standard Tariff"

RULES AND REGULATIONS
The standard Rules and Regulations of the Company as on file with the Arizona Corporation Commission shall apply where not inconsistent

with this pricing plan.

TAX CLAUSE
To the charges computed under the above rate, including any adjustments, shall be added the applicable proportionate part of any taxes or

governmental impositions which are or may in the future be assessed on the basis of gross revenues of the Company andlor the price or

revenue from the electric energy or service sold andlor the volume of energy generated or purchased for sale andlor sold hereunder.

•
9
•
C
C
•
•

•
0
•
•
0
0

Nb
U
U
•
C
0
•
•
0
c
•
•
•
•
•
•

Filed By:

Title:

District:

Raymond S. Heyman

Senior Vice President

Entire Electric Service Area

Tariff No.:
Eifectivez

Page No.:

REST-TS1

February 1, 2010

1 of 1



Customer Self-Directed Renewable Energy Option

REST-TS2

Renewable Energy Standard Tariff



Customer Self-Directed Renewable Energy Option
REST-TS2

Renewable Energy Standard Tariff

A UniSource Energy Company

AVAILABILIW
Open to all Eligible Customers as defined at A.A.C. R14-02-1801 .H.

APPLICABILIW

Any Eligible Customer that applies to the Company under this program and receives approval shall participate at its option.

PARTICIPATION PROCESS

An Eligible Customer seeking to participate shall submit to the Company a written application that describes the Distributed Renewable Energy

(DRE) resources or facilities that it proposes to install and the estimated costs of the project. The Company shall have sixty (60) calendar days

to evaluate and respond in writing to the Eligible Customer, either accepting or declining the project. If accepted, the Customer shall be

reimbursed up to the actual dollar amounts of customer surcharge paid under the REST-TS1 Tariff in any calendar year in which DRE facilities

are installed as part of the accepted project. To qualify for such funds, the Customer shall provide at least half of the funding necessary to

complete the project described in the accepted application, and shall provide the Company with suf f ic ient and reasonable written

documentation of the project's costs. Customer shall submit their application prior to May t of a given year to apply for funding in the following

calendar year.

FACILITIES INSTALLED

The maintenance and repair of the facilities installed by a Customer under this program shall be the responsibility of the Customer following

completion of the project. In order to be accepted by the Company for reimbursement purposes, the project shall, at a minimum, conform to

the Company's System Qualification standards on file with the Commission. (REST Implementation Plan, Renewable Energy Credit Purchase

Pr0gram - RECPP, Distributed Generation Interconnection Flequirements, Net Metering Tariff, Company's Interconnection Manual)

PAYMENTS AND CREDITS

All funds reimbursed by the Company to the Customer for installation of approved DRE facilities shall be paid on an annual basis no later than

March 30* of each calendar year. All Renewable Energy Credits derived from a project, including generation and Extra Credit Multipliers, shall

become the property of the Company and shall be applied towards the Company's Annual Renewable Energy Requirement as defined in

A.A.C. R14-2-1801 .B.

RULES AND REGULATIONS

The standard Rules and Regulations of the Company as on file with the Arizona Corporation Commission shall apply where not inconsistent

with this pricing plan.

RELATED SCHEDULES

REST-TS1 - Renewable Energy Program Expense Recovery

Filed By:

Title:

District:

Raymond S. Heyman

Senior Vice President

Entire Electric Service Area

Tarifl No.:

Effective:

Page No.:

REST-TS2

February 1, 2010
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